ADDENDUM NO. 2

March 22, 2013

TO: ALL PROSPECTIVE BIDDERS

SUBJECT: BID NO.: 6694-0/18

TITLE: SERVICES TO FIRE ALARM SYSTEMS

BID OPENING DATE: Wednesday, March 27 2013, 2:00 P.M.

This Addendum is and does become a part of the above mentioned bid.
Please note the following change(s):

. Change the bid opening date to read: Wednesday, April 10, 2013, 2:00 P.M

Il. Section 4 — Price Proposal is replaced in its entirety to version “1°7 Rev. 3.22.13 to
accommodate changes to sites in various groups.

Hl.  The following questions and answers are provided for informational purposes:

1. Question:
Which of the listed sites require UL certification for monitoring?

Answer:
ALL listed sites, identified for monitoring, require a testing laboratory certification
acceptable to the authority having jurisdiction except the following:

| MIAMI-DADE INTERNAL
GROUP D SERVICES DEPT
FLEET MANAGEMENT
ITEM SITE ADDRESS
3 Shop 2 Fleet Management
6100 S.W. 87th Avenue
GROUP K MIAMI-DADE SEAPORT DEPARTMENT
ITEM | SITE ADDRESS
2 Passenger Terminal (B/C)
1751 African Way
3 Passenger Terminal Boarding Hall C (West C)
1741 N. Cruise Blvd.
4 Passenger Terminal No. 10
1303 N. Cruise Bivd.
5 Passenger Terminal J
1120 Caribbean Way
9 Passenger Terminal E
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ADDENDUM NO. 2

1265 N. Cruise Blvd

15 Parking Garage J
1122 Caribbean Way

18 Royal Caribbean Cruise Lines
1040 Caribbean Way

19 Passenger Terminal F/ G
909 N. Cruise Blvd

20 Parking Garage G

_ 921 S. America Way

21 Parking Garage C
1648 N. Cruise Blvd.

23 Seaport Maintenance Shop
1580 N. Cruise Blvd B

2. Question:

Does this solicitation include the service and maintenance of the Syngal Mass
Notification System? If not, will a bid addendum be issued for this service with the
procurement bid package?

Answer: ‘

No. Service to the Syngal Mass Notification System is not inciuded in this solicitation.
No. The County is not issuing a bid addendum to include this service. Post award of this
solicitation, the County will revisit the issue and make a determination as to how to
proceed.

Question: ‘

i the scope of work is now requiring including the cost for runner service in the monthly
charge for monitoring, how many times a month shouid be included for the runner to be
dispatched to the protected premises? Are you going to set a fixed amount of runner
dispatches per month or are we ask to guesstimate?

Answer;

The bidder's monthiy charge for monitoring shall include all instances of required runner
service for that site and month as described by Miami-Dade County Code, Section 14-
66.

Question:

Is the scope of work requiring the cost to placard or certificate Central Station Service
Systems to be included in the monthly charge for monitoring? If so please identify which
systems are Central Station Service Systems.

Answer;

Yes. The bidder's monthly charge for monitoring shali inclusive of placard or certification
Central Station Service. Please refer to Question 1 for the systems that are Central
Station Service Systems.

Question:

In reference to the Price Proposal sheets, the "Unit Cost Per Inspection/Testing Service'
column, will you require a UL Certificate to be provided for every inspected and tested
site? '

Answer:
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ADDENDUM NO. 2
No. Not all sites require a testing laboratory certificate. Please refer to Question 1 for the
systems that are Central Station Service Systems.

Question:
Will a UL Certificate be required for each of the monitored sites?

Answer: : .
No. Please refer to Question 1 for the systems that are Central Station Service Systems.

Question:
What is the expected time frame to complete all the site testing and inspections?

Answer:

Each site has its own testing and inspection time frame in accordance with the NFPA
guidelines. The awarded vender per group will work with that group’s County
representative to establish an inspection schedule that ensures the County conforms to
code. '

Question:
How will the county handle a situation where a defective and/or broken device is causing
a trouble or alarm? Will we provide a cost to fix the issue or will the county handle the

problem?

10.

Answer:

Per paragraph 3.1.B, the bidder shall be required to repair and/or maintain the fire alarm
systems at the awarded facilities identified in this solicitation. The bidder shall provide
estimates for these services as described in section 2.13. The bidder shall provide all
services as required by the National Electrical Code (NEC), NFPA standards (Adopted
Edition), the Florida Fire Prevention Code, the Florida Administration Code, Chapter
69A-48, and the manufacturer’s specification.

Question: _
Do we include in our bid any work for replacing defective or broken parts?

Answer:

No. Please refer to question 8.

Question:
Are you able to provide the number of devices to be tested at each location in the
solicitation?

Answer: :

No. However, the data coliected for a portion of the locations listed in the solicitation is
attached. Every effort has been made to offer the most current County site information
possible. The County and its authorized agents disclaim any responsibility for
typographical errors and accuracy of the information provided in this bid on site
locations, fire alarm system types and alarm device quantities.

The County is currently reviewing site visits and will post a schedule via Bid Addendum next
week.
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ADDENDUM NO. 2

All terms, covenants and conditions of the subject solicitation and any addenda issued
thereto shall apply, except to the extent herein amended.

Miami-Dade County

| ///gf//

Lenny Sandoval
Procurement Contracting Officer
cc: Clerk of the Board
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MIAMI-DADE COUNTY ** Fire alarm data is provided for Bid No.: 8694-0/18
informational purposes only,

Firm Name:
MIAMI-DADE COMMUNITY ACTION Fire Alarm Fire Alarm Monitoring
GROUP A AND HUMAN SERVICES Manufacture :\ﬁo del # Service
YES/NC
ITEM SITE ADDRESS
Disability Services of Independent Living .
8 1335 N.W. 14th St ADT Unimode #4519 YES
Advocates for Victims-Safe Space North e
11 7831 N.E. Miami Ct. Notifier AFP/100 YES
19 North Dade A.D.C.C. Silent Inteliiknight 5700 YES

60 N.E. 166 Street

- South Dade A.D.C.C.
20 19590 S W. Old Cutler Road Solex Faraday SB1270 YES

West Dade AD.CC . .
21 6950 Waterway Drive Fire-Lite MF521040 YES

HOPE VI o ‘
27 2500 NW 62 Street Fire-Lite MP-24 YES

** Every effort has been made to offer the most current, correct and clearly expressed County site
information possible. The County and its authorized agents disclaim any responsibility for typographical
errors and accuracy of the information provided in this bid on site locations, fire alarm system types and
alarm device quantities.

SUB-TOTAL (Item 1 thru 27)
TOTAL GROUP A




*#* Information provided is strictly for market research purposes ***

ITB 6694-0.18 Services to Fire >._m_.3 Systems

Fire Alarm Monitoring, Runner Service, Repairs, and Inspection

Alarm Initia
Manual
Fire Alarm
Boxes
(Pull lon Photo Duct Heat
Fire Alarm Stations) | Detectors | Detectors | Detectors | Detectors

Facility Manufacturer Model # Quantity | Quantity Quantity | Quantity | Quantity.
South Dade A.D.C.C. Faraday SB1270 5 0 6 0 1
Advocates for Victim-Safe Space No Notifier AFP/100 10 0 35 3 0
Disability Services/Independent Living (DSAIL) Unimode 4519 3 0 12 2 0
Hope VI . Fire Lite MD-24 4 0 6 0 0
North Dade A.D.C.C. Silent Knight 5700 2 0 8 2 0
Waest Dade A.D.C.C. Fire Lite MSs5210 4 0 15 5 3

** Every effort has been made to offer the most current, correct and clearly expressed County
site information possible. The County and its authorized agents disclaim any responsibility
for typographical errors and accuracy of the information provided in this bid on site locations,

fire alarm system types and alarm device quantities.
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ITB 6694-0.18 Services to Fire Alarm Systems

iting Devices Alarm Notification Appliances
Water
Flow Supervisory

Switches | Switches/Tampers Bells Horns Chimes Strobes Speaker/Strobes | Speakers

Quantity Quantity Other {Specify) Quantity [ Quantity | Quantity | Quantity Quantity Quantity
0 0 N/A 0 3 0 6 0 0
3 3 N/A 0 21 0 4 0 0
0 0 N/A 0 5 0 6 0 0
0 0 N/A 0 3 0 0 0 0
0 0 N/A _ 0 4 0 8 0 0
0 0 6 Horn/Strobes 0 0 0 7 0 0
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ITB 6694-0.18 Services to Fire Alarm Systems

Supervisory Signal-Initiating Devices

Fire Pump
Fire Pump| orPump | Generator | Generator Generator Smoke
Building |Site Water|Site Water{ Fire Pump | Fire Pump| Auto Controller | in Auto  |or Controller| Switch Engine Evacuation
Temp. Temp. Level Power | Running | Position | Trouble Position Trouble Transfer | Running Panel
Quantity | Quantity | Quantity | Quantity | Quantity | Quantity | Quantity | Quantity Quantity | Quantity | Quantity interface
N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N
N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N
N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N
N/A N/A N/A N/A N/A N/A 'N/A N/A N/A N/A N/A N
N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N
N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N
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MIAMI-DADE COUNTY ** Flre alarm data is provided for _ Bid No.: 6694-0/18
informational purposes only.

** Every effort has been made to offer the most current, correct and clearly expressed County site
information possible. The County and its authorized agents disclaim any responsibility for typographical
errors and accuracy of the information provided in this bid on site locations, fire alarm system types and
alarm device quantities.

Firm Name:
MIAMI-DADE INTERNAL Fire Alarm Fire Alarm Monitoring
GROUP B SERVICES DEPT Manufactur Model # Service
FACILITIES & UTILITIES DIVISION acture YES/NO
ITEM SITE ADDRESS
Cultural Center (Art & History) .
1 101 W. Flagler Street Siemens XLSV YES
' Hick Buildi Pyrotronics 315
ickman Building yrofronics -
2 275 NW 2nd Street Cerberus 004882 YES
Garage #5 :
3 270 NW. 2nd Street Sesican 1000 YES
4 West Lot Park Garage & Office Simplex ’ 4100V YES

220 N.W. 3rd Street

: Caleb Center
° 5400 NW 22 Ave. Edwards EST 2 YES

Metro Dade Flagler Building

6 140 W. Flagler Street Simplex 4100 YES
Dade County Courthouse .

7 73 W. Flagler Street Siemens MXL YES

8 Richard E Gerstein Justice Bldg Honeywell Notifier 3800 YES

1351 N.W. 12th Street

North Dade Justice Center . .
9 15555 Biscayne BIvd. Silent Knight 5207 YES

-Data Processing Center

10 e ool Cente Kidde & EST 601184 YES

DPCC Annex .
11 BB00 G e Fike SHP 10-063 SERIES YES
12 Radio Shop " Nofifier  AFP - 200-W/CBC YES |

6100 SW 87 Avenue
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MIAMI-DADE COUNTY

** Fire alarm data is provided for
informational purposes only.

Bid No.: 6694-0/18

** Every effort has been made to offer the most current, correct and clearly expressed County site
information possible. The County and its authorized agents disclaim any responsibility for typographical
errors and accuracy of the information provided in this bid on site locations, fire alarm system types and

alarm device quantities.

South Dade Government Center

13

14

15

18

17

18

19

20

21

22

23

24

25

10710 S.W. 211 Strest Honeywell Nofifier

Medical Examiner

1851 NW 10th Avenue Pyrotronics

Metro Annex

860 N.W. 23rd Street Fire-Lite
Juvenile Justice Annex Firelite
3302 NW 27 Avenue .
Landmark Center Simplex
20000 NW 47 Avenue P
Record Center Gamewell
9350 NW 12 Street
CSF & Co-Gen Plant Siemens
200 NW 1 St. !
Stephen P. Clark Ctr. Siemens
111 NW 1 Street
Courthouse Center Edwards
175 NW 1 Ave.
Elections Building
2700 NW 87 Ave. Cerberus
Hialeah Courthouse
11 East 6 Street Edwards
Public Defender Building - .
1320 NW 14 Strest Notifier
CVAC Victims Asst. Center GE

2400 South Dixie Hwy

Page 6

LCD 80

CP-35

MS-9200UD

MP-12/24

4100

400

XLSV

XLSV

EST-3

MXL

EST-2

5000

EST

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES

YES®

YES

YES




MIAMI-DADE COUNTY ** Flre alarm data is provided for Bid No.: 6694-0/18
informational purposes only.

** Every effort has been made to offer the most current, correct and clearly expressed County site

information possible. The County and its authorized agents disclaim any responsibility for typographical
errors and accuracy of the information provided in this bid on site locations, fire alarm system types and
alarm device quantities.

Graham Building

26 1350 NW 12 Avenue Cerberus MDR-1 YES
Coral Gables Courthouse .
27 3100 Ponce De Leon Notifier | 5000 YES
Overtown Transi Village North
28 701 N.W. 1st Court Edwards EST-3 YES
Overtown Transi Village South
29 601 N.W. 1st Court Edwards EST-3 YES
Materials Management Admin. Office
30 . 2225 NW 72nd Ave Fire Lite MS-5200 YES
Materials Management County Store
31 980 W. 84th Street Fire Lite MS-9200 YES
32 (A) y 50'005 ?NBL;:SC::'?gStreet Fike Systems  Cheetah Classic YES
®) 1 150'00;?,\?”2':5‘:;?93treet Fike Systems  Chestah XI YES
33 Trades Shops Simplex 4010 NO

3501 NW 46 ST.

SUB-TOTAL (ltemn 1 thru 33)
TOTAL GROUP B
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ITB 6694.0.18 Services to Fire Alarm Systes

*¥* The dafa provided is strictly for informational purposes **#*
Fire Alarm Monitoring, Runner Service, Repairs, and Inspection

Manual
Fire Alarm
. Boxes
Miami-Dade Internal Services Dept. {(Pull lon
Group B |Facili Central Station Stations) | Detectors
Item # Facility Address Monitoring | Fire Alarm Manufacturer Model # Quantity | Quantity
1|Cultural Center (Art & History & Library) 101 W, Flagler Street Yes Siemens XLSV 49 N/A
2 [Hickman 275 NW 2 St. Yes Siemens Pyrotronic 315-094882 28 17
3|Garage 5 270 NW 2 St Yes Firelite Sensiscan 1000 29 3
4|West Lot Garage & Office 220 NW 3 5t Yes Simplex 41000
5{Caleb Center Tower 5400 NW 22 Ave. Yes Edwards EST-2 36 N/A
6|Miami-Dade Flagler Building 140 W. Flagler St. Yes Simplex 4100 52 N/A
7]Dade County Courthouse 73 W. Flagler 5t. Yes Siemens MXL 64 62
8|Richard E. Gerstein justice Bldg. 1351 NW 12 St. Yes Honeywell Notifier AM-2020 95 N/A
9|North Dade Justice Center 15555 Biscayne Blvd. Yes Silent Knight 5207
10|Data Processing Center 5680 SW 87 Ave. Yes Kidde & EST 601184 15 N/A
11 |DPCC Annex 5600 SW 87 Ave. Yes Fike SHP 10-063 SERIES
12{Radio Shop 6100 SW 87 Ave, Yes Notifier AFP-200-W/CBC 5 N/A
13{South Dade Government Center 10710 SwW 211 St. Yes Honeywell Notifier LCD 80 14 N/A
14|Medical Examiner 1851 NW 10 Ave, Yes Pyrotronics CP-35 26 N/A
15|Metro Annex 860 NW 23 St. Yes FireLite MS-9200UD 9 N/A
16 Juvenile Justice Annex 3302 NW 27 Ave. Yes Firetite MP-12/24
17fLandmark 20000 NW 47 Ave. Yes Simplex 4100 3 N/A
18|Record Center 9350 NW 12 5t, Yes Gamewell 400 9 3
19|CSF & Co-Gen Plant 200 NW 1 St. Yes Siemens XLSV 31 67
20|Stephen P, Clerk Center 111 NW 15t Yes Siemens XLSV
21|Courthouse Center 175 NW 1 Ave. Yes Edwards EST-3 72 N/A
22 [Elections Building 2700 NW 87 Ave, Yes Pyrotronics MXE 19 N/A
23|Hialeah Courthouse 11 East 6 St. Yes Edwards EST-2 10 N/A
24{Public Defender Building 1320 NW 14 St. Yes Notifier 5000 15 N/A
25{Coordinated Victims Assistance Center 2400 5. Dixie Highway Yes GE Security EST-2
26{Graham Building 1350 NW 12 Ave. Yes Pyrotronics MXL 30 N/A
27|Coral Gables Courthouse 3100 Ponce De Leon Yes Notifier 5000 6 N/A
28| Overtown Transit Village North 701 NW 1 Court Yes GE Security EST-3 62 N/A
29|0Overtown Transit Village South 601 NW 1 Court Yes GE Security EST-3 55 N/A
30|Materials Management 2225 NW 72 Ave. Yes FireLite MS-9200 4 N/A
31| Materials Management County Store 980 W. 84 St. Yes FireLite MS-9200 2 N/A
32|ICFB - (A) 11500 NW 25 St. Yes Fike SHP Cheetah Classic 33 N/A
32|ICFB - (B) 11500 NW 25 St. Yes Fike SHP Cheetah XI
33|I15D Trade Shop 3501 NW 46 5t. Yes Simplex 4010
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[TB 6694.0.18 Services to Fire Alarm Systes

Alarm Initiating Devices

Alarm Notification Appliances

Water
Photo Duct Heat Flow Supervisory
Detectors | Detectors | Detectors | Switches | Switches/Tampers Bells Horns Chimes Strobes Speaker/Strobes | Speakers
Quantity | Quantity | Quantity | Quantity Quantity Cther (Specify) CQuantity | Quantity { Quantity | Quantity Quantity Quantity
516 10 28 22 29 N/A N/A N/A N/A 118 226 9
37 10 23 10 12 N/A N/A 13 N/A 82 N/A N/A
3 N/A 16 7 7 1 Panel Elev. Recall N/A a6 N/A N/A N/A N/A
128 32 3 14 15 - N/A N/A, N/A N/A 20 N/A 29
140 38 8 N/A N/A N/A N/A N/A 67 N/A N/A 9
50 66" 16 49 52 N/A N/A N/A N/A 300 400 N/A
630 48 & 30 37 N/A N/A N/A N/A 351 N/A 340
148 11 1 N/A N/A N/A 4 11 N/A 3 N/A N/A
16 5 42 1 1 N/A N/A N/A N/A 9 N/A N/A
77 2 5 N/A N/A N/A N/A N/A N/A 44 N/A N/A
i3 11 N/A N/A N/A N/A N/A 36 N/A N/A N/A N/A
4 2 24 N/A N/A N/A N/A 11 N/A 20 N/A N/A
2 N/A N/A N/A N/A N/A N/A N/A N/A 3 N/A N/A
50 14 N/A 3 2 N/A 1 N/A N/A 2 N/A N/A
9 4 2 7 14 N/A N/A N/A N/A N/A N/A 48
644 40 3 33 35 N/A N/A N/A N/A 318 N/A 272
6 13 1 2 5 106 Photo Terminal Detector N/A N/A N/A 106 N/A N/A
158 8 1 2 4 1 Power Supply N/A N/A N/A 2 44 78
58 15 14 & 6 N/A N/A N/A N/A N/A 68 71
223 22 N/A 10 14 N/A N/A 1 N/A 19 N/A N/A
23 5 N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
780 38 34 25 41 45 - Booster Power Supply 1 N/A N/A 119 291 68
400 39 40 25 30 N/A 1 N/A N/A 110 559 B664
1 3 N/A 1 N/A 1 Tamper N/A N/A N/A 15 N/A N/A
6 12 N/A 1 1 1 Annunciator 1 N/A N/A N/A N/A N/A
3 65 242 16 16 27 Visda Detectors N/A N/A N/A 3z N/A N/A
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ITB 6694.0.18 Services to Fire Alarm Systes

Supervisory Signal-Initiating Devices

Fire Pump
No. of Alarm - Fire Pump| orPump } Generator | Generator Generator Smoke
notification Building |Site Water|Site Water| Fire Pump | Fire Pump| Auto Controller | inAuto |or Controller| Switch Engine Evacuation
Other (Specify) | Appliance Circuits | Temp. Temp. Level Power | Running | Position | Trouble Position Trouble Transfer | Running Panel
Quantity Quantity Quantity | Quantity | Quantity | Quantity | Quantity | Quantity | Quantity | Quantity Quantity | Quantity | Quantity interface

N/A 30 FACP + 82 PAD-3 N/A N/A N/A N/A 1 1 1 N/A N/A N/A 2 Yes

52 Strobe/Horn 2 N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A NSA N/A
N/A 2 N/A, N/A N/A N/A N/A Yes N/A N/A N/A N/A N/A N/A

114 18 N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A

136 Audio Visual 47 N/A N/A N/A 1 1 1 1 1 1 1 1 N/A
N/A N/A N/A N/A N/A N/A 1 N/A N/A N/A N/A N/A N/A N/A

N/A 12 N/A N/A N/A 1 1 1 1 1 1 1 1 N/A

23 Strobe/Horn N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
23 Strobe/Horn N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
63 Strobe/Horn N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
N/A 20f2 N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A

N/A N/A N/A N/A N/A N/A N/A N/A NfA N/A N/A N/A N/A NfA

1 Strobe/Homn N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
15 Strobe/Horn 20f5 N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
Power Supply 89 N/A N/A N/A Yes Yes N/A N/A Yes N/A N/A N/A Yes
S0 Strobe/Horn N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A

N/A 140f16 N/A N/A N/A 1 1 1 N/A 1 1 1 N/A N/A

91 Strobe/Horn N/A NfA N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
18 Strobe/Horn 20f2 N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
N/A N/A N/A N/A 1 1 N/A N/A 1 1 N/A 1 Yes

N/A N/A N/A N/A N/A 1 1 1 1 1 N/A 1 Yes

22 Strobe/Horn N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
11 Strobe/Horne 1 N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A
60 Strobe/Horn N/A N/A N/A N/A 1 1 1 N/A 1 1 1 1 N/A
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MIAMI-DADE COUNTY ** Fire alarm data is provided for

- Bid No.: 6694-0/T8& -
informational purposes only. . .

- i,

** Every effort has been made to offer the most current, correct and clearly expressed County site
information possible. The County and its authorized agents disclaim any respensibility for typographical

errors and accuracy of the information provided in this bid on site locations, fire alarm system types and
alarm device quantities.

Firm Name:
MIAMI-DADE AVIATION DEPT Fire Alarm Fire Alarm Monitoring
GROUP C ' Manufacture Model # Service
YES/NO
ITEM SITE ADDRESS

Opa-Locka Airport
1 Air Traffic Control Tower Simplex 4100U YES
4481 NW 147 St/Rd :

SUB-TOTAL (ltem 1 thru 1)
TOTAL GROUP C




*** The data provided is strictly for informational purposes ***

Fire Alarm Monitoring, Runner Service, Repairs, and Inspection

ITB 6694-0.18 Services to Fire Alarm Services

MIAMI-DADE AVIATION Monitoring
DEPT Fire Alarm Fire Alarm Service
GROUP C Manufacture Model # YES/NO
ITEM SITE ADDRESS
Opa-Locka Airport
1 Air Traffic Control Tower Simplex 4100U YES
4481 NW 147 St/Rd
Alarm Initiating Devices
Manual Fire
Alarm Boxes Supervisory
{Pull Photo Duct Heat Water Flow | Switches/Ta
Stations) lon Detectors Detectors Detectors Detectors | Switches mpers Other
Quantity Quantity Quantity Quantity Quantity Quantity | Quantity (Specify)
13
Telephone
14 0 58 5 4 2 10 Fire Jacks
Alarm Notification Appliances
Speaker/Stro
Bells Horns Chimes Strobes bes Speakers
Quantity Quantity Quantity Quantity Quantity Quantity
0 24 0 29
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ITB 6694-0.18 Services to Fire Alarm Services

Supervisory Signal-Initiating Devices

Fire Pump Generator
Fire Pump | or Pump | Generator or Generator
Building Site Water Fire Pump Fire Pump Auto Controller | in Auto Controller Switch Engine
Temp. Site Water Temp. Level Power Running Position Trouble Position Trouble Transfer | Running
Quantity Quantity Quantity Quantity Quantity Quantity Quantity Quantity | Quantity | Quantity | Quantity
1 1 1 1 ,
Smoke
Evacuation
Panel
1

** Every effort has been made to offer the most current, correct and clearly expressed County
site information possible. The County and its authorized agents disclaim any responsibility
for typographicai errors and accuracy of the information provided in this bid on site locations,
fire alarm system types and alarm device quantities.
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MIAMI-DADE COUNTY ** Flre alarm data is provided for Bid No.: 6694-0/18
informational purposes only.

** Every effort has been made to offer the most current, correct and clearly expressed County site
information possible. The County and its authorized agents disclaim any responsibility for typographical
errors and accuracy of the information provided in this bid on site locations, fire alarm system types and
alarm device guantities.

Firm Name:
' MIAMI-DADE PUBLIC LIBRARY Fire Alarm Fire Alarm Monitoring
GROUP E SYSTEM Manufacture Model # Service
YES/NO
ITEM SITE ADDRESS
North Dade Regional . . q
1 2455 N.W. 183rd Street Honeywell Silent Knight 5820 NO
West Dade Regicnal . NFS-640 wf AMG
2 9455 Coral Way Nptlﬁer Voice YES
3 West Kendall Regional Library Federal Signal EVAC 2101 RMT/ N 0
10101 Hammocks Blvd Corp Power Tone 5207
Coral Reef Branch Library . .
4 9211 Coral Reef Drive Simplexgrinnell 4001 NO |
Homestead Branch Library Edwards System
5 700 N Homestead Blvd. Technology LSS NO
Miami Lakes Branch Library
6 6699 Windmill Gate Rd Faraday 105001 NO
Kendail Branch Library . .
7 0101 SW 97 Avenue Silent Knight 5207 NO
Shenandoah Branch Library . ;
8 2111 S.\W. 19 Street GE Est Fire Shield YES
Miami Beach Regicnal .
8 297 29nd Street Siemens MXLV YES
Coconut Grove Branch Library :
10 2875 McFarlane Road System Sensor D4120 NO
West Flagler Branch Library o : ’
1 5050 West Flagler Street Firel.ite ‘MS9200UD NO
12 Arcola Lakes Branch Library Notifier FireWarden 100 YES

8240 NW 7 Avenue

I I
e
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MIAMI-DADE COUNTY ' ** Flre alarm data is provided for Bid No.: 6694-0/18
informational purposes only.

** Every effort has been made to offer the most current, correct and clearly expressed County site
information possible. The County and its authorized agents disclaim any responsibility for typographical
errors and accuracy of the information provided in this bid on site locations, fire alarm system types and
alarm device quantities.

Coral Gables Branch Library

13 A4d3 Sopcria Streen Fire Lite MS-9200 UDLS YES
14 G°’de;’0(gii1d§ﬁ ggg‘r’ge';ibraw Notifier AFP-200 YES
\ 15 e o 1 e -2y Notifier NFS-640 YES
16 Ke”dféezgglgjvirggi?e;bmw Simplex 4010 YES
g wmswesmoumy  Gewoun g e
18 "ﬁrggéasivraggg ';tt;;aerty FireLite MS9200 YES
19 Pig:g;egﬁrf??hsi::;fry Simplex 4010 YES
20 South Dade Branch Library Silént Knight 5820XL YES

10750 SW 211 Street

SUB-TOTAL (ltem 1 thru 20)
TOTAL GROUP E

. Page 12 SR o e 1




INSPECTION, TESTI

SEHW‘:EB Amzmon
= Flortda FxreAJarm, Inc ]

| 4. 5,351‘%5 7487 5w, 50th Terrace Miami, FL 33155
| ;Representatwe Carlos Javech
: . EC- 13061219
1956655156

| MONITORINGENTITY _
»ﬁﬁﬁff,

' 'ng_

amltonng Accoum: Ref No.:

TYFETRANSMISSION
oy McCulluh

2 Reverae Prmmy

ﬁer { Speclfy)

 PROPERTY §
- Nuvie
. "Adc.iress':
. .Owner Contact

- APPROVING AGENCY -

it Manufactitrer:

 ModélNo.:

vianual Fire Alarm Boxes . - |
“Ton. Detect.urs







Nonﬁcmous_ms MADE

;?ﬁnctiunal . -
A
M

iy
e

.0

st_it_nlq
 Speakers
Yéicc-Ci_a_l’ity

- ANFPA mspection and Tasting, 3 of

{
;




HEHGENCY COMMUNICATIDNS Q|
Phcmc Set.
—-Phcme Jacks )

| SPECIAL HAZARD SYSTEMS.

- {Specify)

- (Specify)

(Specify)
~Special Procetures: |

S s b o ,\f

SUPERVISING STATION MONIOR

1 Bmldmg Mamgemnt
. Mommr;ng Apericy
. Building Gccupants
| - Otber (Speeify) - :
Thie folIowmg didiniot, opemte eormcﬂy

e testored normal operation: - Dater

" CODENS Loy ook Fen Setw - Rages s, 7




iD TESTING FORM

DATE: 3/27/12

PROPERTY NAME (USER)
: th Dade Regional Library

:Contact Manager/Aﬂyn Larrion
'..Ielephmg-, 3{}5—553 1134
Representafive: '-'.Herman ‘Michel . ‘
MBNITQR[NG ENTITY " APPROVING AGENCY
merican Monitoring: Contact -Sameasabove
) Telephone: 305-553-1134

: Acconnt Ref No: G3G6L4F _
RANSM!SSION SERVICE

McCullvh r:f ‘Weekly
i Multipiex I Monthly

igital _ [ Quarterly
ﬁReverse Pnomy . : 17} Seriannualty
Wi | RFE @Annual!y

lother (speci) ' : 173 Other (Specify)
Control Unit Manufactirer: Notifier Miodel No.;, NES-640 with AMG voice

Circmit Stytes: 4 &Y
Numaber of Circuits: 1& 16
Software Rev.: NFS 3.2 V1,01

Tast Date System Had Any Service:Performed: 02129112 A
‘Last Date that:Any Software or Configuration Was Revised: N/A.

ALARMINITIATING DEVIC IRCUIT INFORMATION

Quantity Circuit;
1 4 Manval Fire-Alarm Boxes
{3 4 “Ton Detectors
32 4 ‘Photo. Deleciors
4 4 ‘Diict Detectors
v 4 aI-Iear Detectors
1 4 ’ i
1 4

Alarm verification featureiis disabled  [X!  Enabled [ ]
_ (NFPA Inspecfion:amd Testing; T of4) § -~




ALARM NOTIFICATION APPLIANCES AND GIRCUIT INFORMATION

Circuit Style
"?’
v Belis
" Homs
:: Chines
_ o Strobes
. Y Speakers
1 Y Other (Specify):

No, of alarm notification appliance circuits: 16
Are circuits monitored for integrity? [ ves [ ™o

SUPERVISORY SIGNAL-NITIATING DEVICES AND CIRCUIT INFORMATION
Quantity © Circuit Style

Building Temp.

Site Water Temp.

Site Water Level

Fire Pump Power

Fire Pump Rupnimg

: Fire Pump Auite Position

| Fire Pump or Pump Cohtroller Trouble
i | Fire Pump Running

Genérator In Avto Position
Gerierator or Controfler Trouble
Switch Transfer

4 Generator Engirle Rimning:
4 _ Other: Vaive Position

1 .e of sngnaimghne circuits conngtted to system (seg NFPA 72, Table 6.6.1):
: Stylelsy B-d4
 SYSTEM OWER SUPPLIES
(a) Primary:(Main); Nominal Voltage 120V-AC
Ovetcuirrent Protection: Type Circnit Breaker
Location (of Prinary Supply Panelboard): It FlooF )
Disconnecting Means Location: Panel EL #
{b) Secc ary (Standby):

3.0 (FACP)
20

: Storzge Battery: Amp-Hr, Ratirig 18 AMP-HR
Calc::ﬂaxed capacity to operate system;inours: {24 {®60
- Erigine=driven generator dedicated o fire alarm systern:

Locatipn of fuel storage:

TYPE BATTERY

Dry €ell

“Nickel-Cadmipm

Sedled Lead-Acid

L.ead-Acgid

i Ofhier(Specify):

¢) Emergency or standby systém used-as 3 backup to primary power supply, instead of us‘ing a secondary power supply:
Emgrgency system describedin NFPA 70, Articte 700 -

Legaliy requ:red standby desmbed In NFPA 70, Amcle 7()1

.
~

reqwrements ofAmde ?00 ori701.

(NFP -!nsﬂﬁmﬁﬁnd Tesling, 2 of4)




" NOTIFICATIONS ARE MADE
Monitoring Entity
Building-Oeccupants
Building Management
Othet (Specify
AHJ Notified of Ahy impairients

TYPE

‘Controt Unit,

Interface Equipment

Larrips/LEDS

Fuses

Primary Power Supply

Trouble Signals

Disconnect Siwitehes

Ground-Fault Monitoring

SECONDARY POWER:

TYPE

Battery Condition

Load Voltage

‘scharas Test

©~Charger Test
Specific Gravity
TRANSIENT SUPPRESSORS
REMOTE ANNUNCIATORS
NOTIFICATION APPLIANCES
Audible
Visible

. Speakers

Voice Clarity-

INITIATING AND SUPERVISORY DEVICE TESTS AND INSPECTIONS

. Device
Loc. &S/N Type

Main PL 212 Vol
FACP SMK
M100 Pall
Do17 SMK
Po11 "SMK
Do12 SMK

SYSTEM TESTS AND INSPECTIONS

“Viial:
I}'(':

X

PRIOR TO ANY TESTING
Yes No

X r
X r
I r
i I

Visible Functional

XX

S

RIERRR

Visible ‘Functional

A

=N

RXAA
XXX 1

Fusictional Factory

Setting

2.12

X . an
212
212

XXX

Who

Remiote St
Posted
Manager

Time
Prior
Prior

Prior

Comiments

Tested OK

“Tested OK

Tested UK

Tested OR

Tested OK

— Tested O

Tested Ok

Tested OK

Comments
259

Tested OK

Tested OK

Tested OK

Setting

2.1
12

212

o
2
rmy
E

BRI

=

¥
{

X

i

Ry

~omments: See attached additional test and inspection sheets.

(NFPA Inspection and Testing, 3 of4) ]




INSPECTION; TESTING. AND MAINTE NANCE

' seavice onammnou

INSPECTION AND TESTING FORM

oate: O3 -G~ FosE
TIME: Iy s

PROPERTY NAME {USER)

Neime: AWEST . f"‘fgﬂfﬁ?f’fi—’i DR A

Nnme ‘Florida Fire. Alarm, Ingi
XY 487 S W Sﬁth Terrace, Miaml, FL 33]55

T

Address: /{20 } # f’»‘”‘”’N Sk S

lh path S Owner Contact:

Telephone:.___

e APPROVING AGENCY

| Cireuit Sty

; f-‘Nii?x_)ﬁbgr‘qf Ci:rcuifs:

Last Dat.e that Any Softw

Alarm vexfiﬁqatiori-{émmre is disabled

ALARM-INI“AT!NG DEVICES AND CIRCU!T INFORMATION
Circuit Style

Manual Fire Alarm Buxes




TIONAL FIRE ALARM CODE

bt.)ﬁmtmn appliance tircuits:

ﬁiﬂmtored for integrity? O Yes O No

Circuit Style

) aBpeakms j ‘E:"‘”?Z"&??;

Other (Specify) _ V2

(‘a‘i” “E:f:" fr/..cf

IT INFORMATION

Dlsmnneg:hngMeens Locatmn
(b) Semndary{Standby‘L
N e e
Calculated capmnt' '

Locatlnn of fael stﬂ,

WPEBATTEH\'
in] DryCeﬂ .
O NickekCadisium




T S T Y R T O ST T R A TR S TE Y ae e S e

RN I L S UL A S 1

N, TESTING, AND MAINTENANCE

| NOTIFICATIONS ARE MADE
1+ Moniroring Entity
| Building Occupants
. ‘Building Management -

- Other (Specify) :
" AHI Notified of Any Impairineéiits

ES

ITIFICATION APPLIANC

Comments

", 'CODE# Florida Fire Alarm, Inc. BHE0S




| SPECIAL HAZARD SYSTEMS

T '?rnqul-f;cAmus THA

,{ﬁMEFIGENCY COMMUNICATIONS EQU MENT Functional
- Phone Set . - a
- Phone Jacks Q
ck Indicator 9
¥
Sy mPerformance &
Device

INTERFACE EQUIPMENT

(Specify) .
(Specify) .

 (Spexify)..
(Specify)....
(Specify)

Spec:al ProcﬁdlueS’

""Alarm Restoration - :

‘ Trouble Slgnal

“Supervisory Signal - :
‘?;,;Supemsory Restoration

 Building Management
‘Monitoring Agen
Baildiag Occupan

Other (_Sp_e_pifj_r) :

" 'The following did

COUEAE Log Book Aep. Setw-y-- Page 4508




NI MAINFENANGE

TIME: _

v Pno,l?glgv NAME (USER). -
Cmeme Cgpal BEET B
5 ‘;5'531% by nAd |

ZOwner Contact:
- Telephone:

ﬁepreseatative: ) Ca"ﬂ_u,s' ngech
Licenise No.: EC - 13001219 _
Telephone: ’_3'05-'565'.45156_ N

“APPROVING AGENCY

‘;f.‘:on’téct: .'?‘.\'{jf'ﬁ 1

Conta
 Telephone:

Telepkione:

Monitoring Aceonnt Re N

PETRANSMISSION
1 - MeCulich . g
A Muitiplex. . T i) Monthly
O Digital : _ ; 3 Quarterly
[3.Reverse Priority . . L Serniannuoally
R RF ) P [ N . . % ’T’A,nnually
¥ Dther (Specifyy . Ly t’f; 4 ’4’:‘* : ' g;g()thertsmefy;

: "‘quelrl'\'(d;' hir

 ALARM-NITIAT)

D CIRCUIT INFORMATION
. Cireuit Style B

f =g

- Manual Fire Alarrr’:’B'a;‘_(e'zj-j"“
Ion Detectors Co
- Pho@dDet}.eétprs
“Duet Betectors
L 'Heéﬁ Detectors
" Waterflow Switches
Supervisory Switches
- Othier (Specify):

~Alarmn verification feature is disubled . 375 enabléd

"INFPA Inspeiction and Testing, 1

‘Firg Al g, SHBAS




| SIGNALING unemncms

fsvsreu PDWER SUPPLIES

.. Homs TR

thnuty

£ n Amps &?,f” “&f:-

FEEALTIZE AT &

!;: e EC . Feedig cu’ﬂ{*ﬁ‘fﬁﬁﬁ

Al T R ZE

'(bJSeeendm(sﬁn Wi
£ % f-aff. {»’ : ?l? (: Stoiage’ Battery Amp-Hr Rating ?

Calculaﬁed capacity to’ uperate sysbem in hours s _‘&"‘/ i”fi j

o fire alarm ystem:

lc? Emergency or sf.andby system used as’ baekup to pnmarjr power supj:ly, mstead of 1 usmg a aewndary power Ellppljl’

Emergency system described io NFPA 70, Article 700
Legally required standby described in NFPA 70, Article 701

- Optional standby system described in NFPA 0, Arbcle 702, which. alm
reqmrements of Article 700 or 701:




; H‘_(:ATIONS\ARE MADE No

] Bmldmg Manageinent
“Ofher (Specify)
AHI Notlﬁed of Any ImpasmcntS‘

TYPE

-] Control Unit

- Interface: Eqmpmcm
Lamps/LEDS -

il Foges )

Primary Power Suppl

" ‘Tfouble Signals -

| - Diseonicel Switches - CL-E
- Ground-Failt Monitoring” s

"| SECONDARY POWER

B

ANY TESTING -

ZENE 2

chosog |

UUO0DD g

Comments

: . CODEYS Flgrida Fire-Alrm, Inc. 901806

{NFPA Inspeciion atd Testing, 3 of:




MATIONAL FIRE ALARM CODE

Phone Set
\Phone Jacks -
| Off-Hogk Indieator
mphﬁer(s)
* Tone Generator(s)
1 Calliin Siphal
Sysiem Performiance

INTERFACE EQUIPMENT
{Specify) :
(Specify)
(Specify)

_ -.SPECIAL HAZARD SYSTE

MERGENCY COMMUNICA’T!ONS EGUIPMENT -

Functigi

Qﬁﬂocuu

Device’
Visual Operalmn
Q
W]
In]

Sinmilated
Operdtion
Q

. ‘Bmldmg Occubaﬁts
Glher {Specnfy)

H§ PoCOoDf

" CODESE Log Book Rep, Sataw-y - Pagh 4 - 5:08




s zorz

PROPERTY NAME {USER)
Name: /e S £
. . il dress: 7000 N
ﬁ\t_ﬁtive: Carlos Javeeh: e - Contact:
. EC - 13001219 P
. 305:665-5156

- 'SERVICE
‘:'-Weel_{ly
2 Monthly
TR Quarterly
- Semiannually
nmually

ystem Had ‘Any Service Perform
that Any Software of Cunﬁgu

ALARM-INITI

Circuit Style - SR

' " Manust Fire Alarm Boxes
'gn_Detectors R

et ':01'3_»,'_ S
- fleat Detertors .

‘Waterflow Switches

“Bupervisory Switches

- “Uther (Specify): :




" Homs ferma @ E

Other {Specify¥

“Btﬁfﬁn'gl'l‘emp;.
Site Water Temp,
Site Water Level

Generator or Coirtroll
‘Switch Transfer ;
Generator Engine. R\mnmg’

Oiher: -

1 almg hne “circuits curmecw& to system (see NFPA 72‘ Tabls: 6. 6‘ FE
% Styletst ¥ -

Eng] ni”__;{.iriv'elé ;g'gﬂm

) Emergency or standby system uged s A baekup to pnmary power supply, instead nf using a seemdary
i Emergency: sysﬁem dmbed 50 NEPA 0, Article T00 :
Legally required standby. ‘dascribed in NFPA 79, Article 701

requiremients of Article 700 or 701

Optional standby system described in NFPA 70, Article 702, which aleo meetathe perfor




NSPECTION, TESTING, AND MAINTENANCE

. PRIORTO ANY TESTING - ,

| NOTIFICATIONS ARE MADE
‘Mbnitoring Entity

|| oter (specity)y
e SR

Building Management RN e 2
: g
a

I Notified of Any Jmpairments

TYPE
|| -Conrol Uit
A Antgrface Equipment.

-, : CODE#Y Flodda Fire Alasn -ing. 81805




NATIONAY. FIRE ALARM CODE

Phone Set
Phone Jacks
- Dff-Hock Indicator

Calliin Signal
System Performance

EKE copgDy

Mon ormg Agency'
Bmidmg Ccoupants

E HAPPLicABLE HFPAS%/Hﬁ ool
& : lz L Time

Time: A7 m

Signature:
Name of I,T}wn;‘r orR
“Date: w"(zg S &

‘Signature:

{NFPA Inspection & Testing, 4

CODESE Log Book Rep. . Set-wy - Page 4+




- INSPECTION, TESTING, AND MADN]

HOPERTY NAME (USER) |
Narhe: L1002y

i} Name: Plorida Fire Alsrm, T
Addrise: 7487 S.W. 50¢h Terrac

O ... Contact:

'Representative:'mcaF}G'S{gav_E_Ch :

Telephone:

ERViCE
“&k Weekl
'V £ Monthly
) Quarterly
) L1 Semiannually

- E{ﬁnnually -
- f" R Other (Specify)

MedakNo.:

Bery; cePerfDrmed g .

ration Was Revis

" Manuial Fire Alarm/Bokes
‘Tan Detectors

CODEAR Flondy ¥re Alsm, inc’ 81846




o. of.alarm n: 't.:ﬁcauon applranee cirenits: 4

Are mrcmts mamtored for mtegnty" Yes ' No

SUPEHVISDHY SIGHAL—INITIA -

£ mnnected}jnsystem (see NFPA 72, Tabfe :.6 1
Stylets 4 -

Amps

P Other {Specxfyl : b
(ci Emergency or: standby system used-ag.a backup nmary power supply, mstead uf
: Emergem;y system desm-ibeui A 70, Article 700

Legally tequired standby ¢ NFPA' ’1'0 Article 701

Ophnna] standby system a4 ibed'in NFPA 70, Article 702, whu:h also eeta the performanee

reqmranents of Article 700 ur 701 : ', ;




PRIOR TO AN

AHF Notified of Any Tropairments

CUSYSTEMTERS™
TYPE
womrol tnit
‘Interface BEquipnient

“Audible
1 visible
.| Speaker:

YTESTING. . . .

s INSPECTK
Functionst

DODER Fitvida v Alsrm, lnc. 211606




| EMERGENCY COMM

ONS EQUIPMENT Visual Functional
' 8 g :
a 2
. = q
= a
1 “Calin ngnal Q o]
" System Performance e o
Device
IMT£RFACE EQHiPMENT Operation
(Specxfy) . Q
{Spesifyy, D .
(Spﬂfilf)’)
'SPEGIAL HAZAHD S\'S'I'EMS
o
a
O

Spotial Proedures:

Comments:

SUPERVISING STATION MOMTORING S Yes

. Trouble Signal -
: 'Supervisory ‘Sign

cogoo

TING IS COMPLETE

;
5
=
i =il
2
g

-Bhi!ding Occupanfs
: Othier (Specify)
‘!‘he fallowmg clld not operatc cm-racﬁy

gocUoog cooodd

System mﬁmm opemnon Date : _
THIS Tﬁs NG wns PERFGHHED IN c DAMCE WITH APPLlCAB

4

Name:of Ipspe 2 {‘

-Signa,mre 4

Name-of |

Date:, .7

Signature: 7 IR w’&vr |
)

CODE#S Loy Book Rep.  Sel-w-y - Page 4 <5-08




INSPECTION, TESTING, AND MAINTENANCE

SERVIGE ORGANIZATION
Name: Flovida Fire Alarm, Inc
Address: 7437&W,5mh'1‘ermce, Miémi, ¥L 33155 .
Representative: Car}os davech N Qwner Contact:
Telephone: _ 305-665-5156 )
MONITORING ENTITY 5y APPROVING m&mﬁg}
Contact:___ - L SR L i ‘Gontret: . L
Teluphtine; M FV : Palaphone:
‘Mpnitbring Atsount Ref, Noi:
TYPE TRANSMISSION SERVICE
T MeCulloh O Weekly
D Multiplex 3 Monthly
"] Dlgltal Q- Quiarterly
‘00 Reverae Priatity : 0 Bemiannyaily
G Other (Specify) ‘j k O Other (Sperify) .
Contral Unit Manuficturer: l\) 'A’ — . Model Noa o
Circuit Styles:
Nugber of Civeiritsr
. Ebfrwape Rev: ._

Tant Date Syster Had Any Sgrvice Performied:
Last Diate that Any Software or Configuration Was Revised:

Quantity

mcsar —

Alarm verification featureis disahled . enabled —aw:

pesion and Teuting, 17 4) :

CODE Fliagdn Fira Alor, Inc. BHEMS.

ba/TB  Zkd /515599506 BPIET Z187/E6/58




NATIONAL FIRE AUARNS T0ODE

ALARM NOTIFICATION APPLIANCES AND CIRCUIT INFORMATION

Cirenit Style
ﬁ i — /gfreow
Strobes
Bpeakers
Other (Specifyk

No, of alarm notification applianse circuits: Z
Are eircuits monitored for mtegrity? O Yesw

SUPERVISORY SIGNALANTTIATING DEVICES AND CIRCUIT INFORMATION
Quantity Cireuit Style

13

Bu:ldlng’ T&m.p
_ Hite Watar Temp
| I Fire P:mpnrm'cenmnnr Troutils
st Fire Pump Running
¥ _ - : : Gengrator In Auti Position
[ e . Generavor oy Controlles Trouble
Swwch Traivater
Generutor Engine Ramnmg
Other:
SIGNALING LINE CIRCUITS
Quentity and skyle of signaling line cireuits cannesbed tn system (see NFPA 72, Table 6.6,1):
Quaniaty - Biylela)
SYSTEM POWER SUPPLIES _ .
(ayPrimary (Muin):  Nominad Veltage &‘9 : VA{L . An;pq 2
Overcurrent Protection:  Type o P e — £, o

: {J
Location {of Primary Supply Panelboard): f[ﬂ-&&@/ Fizpn ﬂ@wﬂ
Diggonnecting Meais gion: —
{b) Semmamcsmncmw}x 7

system, mhnm 24 o &a
... Bngine-drivan g'eneramrdsdmatedmﬁnalam sywtem:

Location of fuel storags:

TYPE BAYTERY

O Dry Cell

2 Nudkel-Cadmivm

0 Sealed I.Bad-m:xd

...1 Lead-Acid

preifys

'i:) Emergamy oratzndby B cused agw backup to primary power supply; iastesd: ofusing a secondary power aupply:

Emergmcy system deacribed in NEFPA 70, Articlé 700

Legﬁqumdmdbydwmbaamﬂﬁ‘&m Article 701
_ Optional standby system described in NFPA 70, Article 702, whmhahameaﬁatheperfmmm

" reguirements of Article 700 or 701,
. {NFFA Inepaction and Testing, 2 6l 4)_]




INSPECTION, TESTING, AND MATNTENANCE

PRIOR TO ANY TESTING
HOTIFICATIONS ARE MADE Yes Na Who Time :
- Monforing Entity ) u} o ¥
Buiiding Gecupants _ o m&é‘] it i -
Bnilding Management 8] _M_;&':_/ ﬁzt
AHJ Nuotificd of Any Impairments L 0 . e
SYSTEM TESTS AND INSPECTIONS
TYPE ’ Visusl Fonctional Comments
Cantrel Unit (W3 o
Interface Bguipment O o
Lampw/LEDS o g
Fuses _ a ]
Primary Power Supply o a
Trouble Signals ] Q
Disconnect $wilches a 3
Grownd-Fault Manitoring ] u]
SEGONDAHY POWER
TYRE: Yisual Fupctional Comments
Baticry Condition o '
Load Voltage ) a
Discharge Test [
“Charger Test 2
Specific Geavity ]
| HHANSIENT SUPPRESSORS Q
" IREMOTE ANNUNCIATORS 8] a
NOTIRGATION APPLIANCES
.. Aundible a n)
4.1 < Visible: G a
I Speakers a u]
Voite Qlarity =] }
INITIATING AND SUPERVISORY DEVICE TESTS AND INSPECTIONS
Device  Visual Fonctions?  Faitary Measured
Lagy& 5N o Clieck Teat,© - -Sptfing Setting
_ . o
_ , ]
) |
x|
~ (NFPA‘inspection and Testing, 3 of 4)

CODERS Forita Finé Aderms, Ing, 978808

povEE 3
/ Fovd 451899568 BPIET Z1BZ/E0/40




EMERGENCY COMMUNICATIONS EQUIFMENT “Visal Functional © Comments
Phone Set ' a 2 .
Bhope. facks 0 0
Off-Hogk Indicator ] a
Amplifiex(s) a Q
Tene Generator(s} 0 ju
Callin Sighat o (=
System Peef o a
Device Simudatest
:fg;? fjfsggon Operation
o <o /g’
0 a Q
SPEGIAL HAZARD SYSTEMS
(Spoeify) O 3 a3
(Speci(y) - ~ o = a
(Specify) : o o Q
Special Procedupss:
Commetis:
SUPERVISING STATION MONITOR Yes No Time Comments
v a 0 :
f it N i o
: &mmwmmyﬁ: ' o ju
Supesvisory Restoration i 0
NOTIFICATIONS THAT TESTING IS COMFLETE Yes Ne ~ Whp we
Building Management ' X o EML
‘Moiitoring Agency =i B s ‘
Buddisig Occupants. )ﬁf a ;
Onher (Specify) @
The following did not aperate comrectly:
Fime: 1&J‘£ é
NFIA Inspacion and Testing, 4 of 4)
i

DOCERS Loy Book Rep: -5atvy-PRga 3= 506

2478 3oRd
: LG TE59388E B IET  AIOZSRIOn




SERVICE ORGANIZA

MName:

© INSPECTION AND TESTING FORM

. 3 /@/w

Tinhe'- 974 £ &‘/)

PROPERTY NAME (USER)

Address: _ 4

Representative: .

License No.:

Sid - D&?Mci&ﬁﬁs OwpgrContast:
@@@ 5 9‘7" Telephone:

Telephone:

05 ) 595-569)

MONITORING ENTITY

Contact;

Teléghons:

PPS _ (pvitn] éy%véniff;?’*e
‘as') é&?_— 5’74& -

Radiost
[0 Reveérse Priptity
‘O RF '

@ ‘Other {Specﬂ'v)

"0 Other{Speeify)

5

{ ‘Control Unjt Manufacturer:

Citenit Styles:

QE 557' B %fiédei"No:_: ﬂ) f E 517 /'g / C.‘/

Wumber of Cireuits:

© Saftware Revr

Tast Date Systein Had:Any:
. I-asuDite/ that Any. Sofiware: or Configuration Was Revised: .

froe——— |
‘Service Performed: . ' OZ/A////L@

f

ALARMANITIATING DEVICES AND CIRCUIT INFORMATION

Circuit Style

47 . Manual Fire Alarm Boxes: 01(‘
it 1o Detectors
7 i Photo Detectors €W
. _ /- Duet Detectors €2 #4%,
. Heat Detectors
Waterflow Switchss
‘Bupervisory Switchies
Other (Specify):

Wiing , [nc e SHENANDOAH FOBUL L16
ww 3 05T s 21 S0) 19 ST, clidmns L




. ALARM NOTIFICATION APPLIANCES, AND CIRCUIT INFORMATION

Quantity. o oo ooy Circuit Style
Bells
e i Hormis
__?___ Chimes
- . Z S . . Strobes (I
* Speakers

' g " 3 Other (Specify):
Ne. of dlarm notification appliance circuits: e L
Are circuits monitored for integrity? @ Yes (1 No

SUPERVISORY SIGNAL-INITIATING DEV_ICES AND CIRCUIT INFORMATION
Qnanﬁty Circuit Styvie

Building Temp.

Site Water Temp.

Site Water Level

Fire Pump Power

Fire Putiip Running

Fire Pump Auto Position

Fire Puwtip or Pump Controller Trouble
Fire Pump Runmning

Generstor [ Auto Position

Generatar or Controller Trouble
Switch Transfer

Generator Engine Runming

‘Other:

Pisconiécting Means. Locatlon
b. Secondary (Standby)

7 ? — Storage Battery:‘:, Amp -Hr. Rating, ? i
Caleulated capamby o operatc system in hours i : 24 60
bngme—drjven geveratordedicated to fire alarm system:

: 'I_ocatmn of ﬁlelsto;age :

TYPE BATTERY:

0 Dey Cell -

3 Nickel-Gasrivimn,
- Sealed Lead Acid

<. Emcrgency or standby system used as & Backup'ts pnmary power supply, mstead of using: aseco::dary power supply:
‘Emergency system described in NFPA 70, Artlcle 700
ally required standby described in NFPA 70, Amcle 701

Cpfional.standby svstem deseribed in NFPA. 70, Artxcle 702, which also meets the performance requirements
‘6FATticle 700 or 701

{NEPA Inspection and Testing 2 of 4)
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PRIORTO ANYTESTING

Tine.

SYSTEM TESTS AND INSPECTIONS

TYPE
Conttot Unit
Interface By.
Lamps/LEDS
‘Fuses
Prittiary Power Supply
Trouble Signals
Disconniect Switcties
Ground-Fault Monitoring
SECONDARY POWER
TYPE
Battery Condition
Toad Voltage
Bischarge Test
Charger Test
Specific Gravity
“TRANSIENT SUPPRESSORS
REMOTE ANNUNCIATORS
NOTIFICATION APPLIANCES
Audible
Visual
Spedkers:
Voice Clarity

Yes No Who
d/ g

a o

= Q

o 0

O Q

Visible

W

R

Visibie

]

Fun

Fenctional

o oooo

m“

Comments

Coniminits

INITIATING AND SUPERVISORY DEVICETESTS AND INSPECTIONS

Device :sual

z‘.:')ﬁ)l &E %

F t_ory

o p ¥l
etting 55 Bai
= o

@ a

B-/ “

o

Aee n/ﬁZKM/G Vid)

tomg G
'&M'} wﬂbri‘wwe

{NFPA Inspection and Testing 3 674} |




EMERGENCY COMMUNICATIONS EQUIPMENT

Phone Set

Phong Jacks
Off-Hook Indicator
Amplifier(s)

Tone Generatos(s)
Call:in Signat
System Performance

INTERFACE EQUIPMENT _ /
(Specify) Ly ”
{Speeiry)
{Spacify) _

SPECIAL HAZARD SYSTEMSY
(Specify) ST SN
(Specify) _ AL S LT
{Specify) Wi V// 77

Sifevidl Procedures:

Visual

o
o
=]
0
0

Visual

Fanctional

BDDBDKJ’J

Device
Operation

|
&

Comments

Sinomiated
Operation

e

o

4

&

SUPERVISING STATION MONITORING
Alarm Signal

Alarm Restoxagien

Trouble Signal

Supervisoty Signal

Supervisory Resforation
NOTIFIGATIONS THAT TESTING IS COMPLETE
Building Management

Monitoring Agency

Building Occupanis

Other (Specify)

The:following did not operate cotrectly:

coooo

coon Z

“Time

Comments

Who-

Time

System restored'to normial operation: Die:

Name of Inspettor:

Time:, //f /5

Signature: _. X
Name of Owner or Rep reseutau ve: ’;/
Date: Time:
Signature:

rispection and Tesiing 4 of 4).

2
|
|
;
:
|
|
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&

INSPECTION, 'I STING, AND MAINTENANCE

INSPECTION ANDTESTING FORM

L WATE:
a1

SERVICE ORGANIZ*™ : imd  PROPERTY NAm—: :ussn
' " <-sua Fire Alzrm, Inc . B LU Name: f ‘}P “

g _.Address

Telephone;

TYPE TRANSMISSION SERVICE
T McCulioh
G Multiplex
“EDigital

&+ Reverse Priori
0 RE
- Q. Other {Spécify

ontrol Unit Manufacturer: M{‘
Circuit Styles: _
Nuomber of Cirguits:

Duict Deéfectors
Heat Detectors
Waterflow Switches. .
'ﬁSuperv::sory Sw:tches

eature is disabled -~ enabled .’

GIIBERs Flonda Firg Alarm, Inc. SAE0E




SlGNAI.ING LINECIRCUTS

Building Temp:

Site Water Temp.
Site Water Level
F‘xre Pump 'Power

Generator In Auto Position
Generator or Controlier Trouble

anary (Main} . Nominal Voltage

vamumnt?mtechcn 'i‘ype ”?fb

-Eng: ne-dnven generator dedmated

J Nmkel Cadmmm

?{’Sealed Lead-Acid

ot Lead-Acid

&b Other (Spenify).

) Emergenc’y or stan&by sysfem

p . 700:0r 701




o PHRIOK TO ANY TESTIN
NOTIFICATIONS ARE MADE " Yes Time
Monitoring Entity

Building Occupants
Building Management

‘Other (Specify)

AMI Notified of Any-Tmpaitments

L

TYPE

Control Unit

Interface Equipment

Lamps/LEDS -

Fuses . .

Primary Power. Supply

Trouble Signals®
~Disconmect Switches

Ground-Fault Monitoring

SECONDARY POWER

TYPE :

Batiery Condition

Load Voliage

Discharge Test

Charger-Test

Specific Gravity-

Comments

‘Comments'

TRANSIENT SUPPRESSORS
REMOTE ANNUNCIATORS
NOTIFICATION APPLIANCES
Andible ‘
Visible
Speakers
Noice Clarity

Pass Fail

YUREDE
Coouooe

" Comments

 Inspestion and Tesiing, 3 6f 4)

CODERS Florida Fire-Alamn, Inc, sﬁsm



NAT .1 FIRE »1 ARM CODNE '

EMERGENCY COMM®™. ... 5
Phone Set
Phone Jacks
Off:Hock Indicator
Amplifier(s)
Tone Generator{ )
Gailtin Signal _
Sweter, erformmnce

INTERFACE EQUIPMENT

Lither (Spemfy)
The following did not opes corracﬂy.

Date‘

BERFORMED IN ACC
4 / wﬁé 323?*

DANBE WITH APPLICABLE

l

Signature: £

(NFPA Irispaction and Testin

K Aep. Setw-y - Pape'd « 5-06




2 Owner Cnntact

-~ Melephonie: _

Télgthbne: -

L E! OthertSpectfy‘i

sé#ms‘

Q Monthly

3 Quarterly

D Serﬁlannuai! i
Annually

ification feature is disabled

:Waf_érﬂowis‘\fitc}_:és :

wpervisory Switches

ther (Specify): _

(NFPA Inspection ang Teating,

votay

E28 Fiida Fire Alarm, inc, 9/1806; S




:Generatur or Conu'_olle Trunhle
. Switch Transfer o
Generator Engme Runmng

24

Engme—dnvgeneratordedxca _

_ ‘ﬁqwer supply, instead of usinga Se:cop




PRIOR TO ANY TESTING:
- YU Ne

Yes.
e
£ a)
B%]
B
o

| Voice Clarty

 WNTIATING AND'SURERVISORY DEVICE TESTS AND INSPECTIONS

Loec. & &/N

-ngmﬂents L&iamr#
o AW

INFPA linspection aind Testing, 36t:4) -

CODERS Fiarids e Al ino. $1805




EMERGENCY COMMUN

;mTEnFAcE Euuapm:.m
(Specify)
(Specify)
(Spemfy)

’spscm.umno svsrsus

SUPERVISING STATION MON!TOHING
_:~Alarm Signal
e Alaim Restoration
Trouble Signal
Supervxsory Signal

UDCOZ O0OD0UZ

Signature:

“CODEAS Log Book Rep. Sofw-y - Page 4 -5




To: Tnspector Matia Pelitni
City of Miami- Deptof P& D
Asget Management Pivision

444-5W 2:Ave Ste 325 Miami FL 33130
PHi 3054161639 Fax: 305.416.1665

5050 West Flager Miam1 FL

s'at West Flager Libtaty

EC - 13001219

October 31, 2012

560/18 3ovd

mﬂi

ﬂ mhﬁmdmm m

HIINOTS

48T559958E

E07AT ZIBZ/TE/BT




INSPECTION, TESTING., AND MAINTENANCE

INSPECTION AND

SERVICE ORGANIZATION mam-:m NAME {UISER)

Name: Floxids Fire Alarm, fne . f 7"'-":'{ ;4 é»?_' sl L
Address: 1487 S.W. 50th Torracs, Miam, FL: 33155 4 el E
Representative: Carlos Javech

License Ny BC- 13001219

Telephome: _ 305-695-5156

MONITGRJNG ENTITY APPROVING AGENCY
.cmm N,»//.Ir ] . Contart: 4 :
Felephome:. . ' Telephone: _ Qﬁfﬂ’z?’ 5{!" T -
"Mommrmgmm ot Mo :
TYPETHANSMISS‘QN SERVICE
a Weekly
- O Monthly
Q Quarterly
Q Seshianiinally

' ; ; ’ Annwally
fl’) "/' ngﬁé’" R yﬁther(ﬁpemfy)

"Manafaﬁmr FIRZ fi*’ "’E v 5 3200 UP
SSOR.. m; i

ALAHM-INITIATING DEVICES AND CIRCUIT INFORMATION
Qunntity Ciroiit Style “

# .__i [P Mantea] Fire Alsrri Boses

Ton Detectors

T T Photo Doctors | :

____f_..__._____ : Thuct Detectors . |
L . - ‘Hent Detectors ’ ‘ ;

Waterflow Switches
Supervisory Switches
Other (Speeifyd:. ...

Adarrs verification faabure ie disahiad i enabled

(MEPA Ingacin anil Tast

DA Fieeit R Al 0 1809

Sp/Z8  399d , YaTHE e £51993956E  EGY@T  ZTAZ/TE/BT




ALARN mwﬁmu APPLIANCES AND CIRCUIT INFORMATION

Dntity Cirowit Style
" Rells )
- A Havse| STROBES -
5 . Strobes
Other (Specifyr

‘| N of alarm notification apphissice chruts: = o /
; Amcuﬁnmmmnmeﬂfurmw ‘f}f?es O No

: scmv SIGNAL-NTIATING DEVIGES AND CIRCUIT INFORMATION

Biilding Temwp.
Site Water Level
Fyre Famp Fower
‘Fare Pionp mmnmg _
mmmpmmrwmm

Fire Puimg ur Pumip Controller Trouble .
FirePump Ronning:
Grenerator In Auto Position
‘Generator or Controlier Troublke
‘Switeh Teansfer
Generator Engine Ruwiing: -
Qther:

i

o dd

)
FAH'EJ, i f—f .

o
Enmn&dmmganmtardsdl:amdwﬁ:ealmumm ;

Qﬁ:ar(ﬁpamm
it Emgmqmmmmedasam&uptnpmmmmpln mateadafumngamndmwmwam
Ermergerioy system described o R, Artatie 700,
Lmnymmﬁmasyﬁmm NEPA T, Artisle 701
i NFPA 70, Asticte 702, which also mpeta the performance

{MFPA Inspochion and Testing, 20! 4)

DOOEAE Florrie Fim A, b, B30

§8/28 2994 YaTNoA 4516599065 €8:BT Z182/T6/01




INSPECTION, TESTING, AND MAINTENANCE

NOTIFICATIONS ARE MABE
Monitoring Fitity

Building Gocupants

Bnilding Mansgement

Ober {Specify)

AHY Notified of Any Tmpsitents

- Frimary Fower Sipply
Trouble Signils
Disconnect Switehies
Ground-Falt Moritoritg
{ SECONDARY FOWER

| NOTIFICATION APPLIANCES:
iR
Visible
Woies Clarity

PEIOR TO ANY TEETING

Yes

oo ﬁkb(n

SYSTEM TESTS AND INSPECTIONS

O WIS

Vispal

No
n}
0
LX
ki
a

Fagetional

Factary

(Ve = e

Comments

Measmed
Serting

INITIATING AND SUPERVISORY-DEVICE TESTS AND INSPECTIONS

Pass

0 ORI

cooooo g

[NFPA inspection and Tasing, 3af 4

CODESS Pt Fie Rlan, Ing, 1800

S8/va  39vd VTN 26785595 £0tET 2107




HATIONAL FIRE ALARM CODE

EMERGENCY COMMUNIGATIONS EDHEPHENT Visual Functional Constients .
Phione Set [= ] pa
Phone Jacks : & a
Off-Hock Indicator a ]
Amplifier(s) by /;, R a 0
Tane Gengrator(s) (& s}
Callsin Signal o a
System Pocformance £ a
Devies Simmiuted
INTERFACE EQUIPME : i Opiéeation Opemti
{Spemfy);}% /%7" /7/‘/ ! . ¥ e
{Specify) o w! a
{Specify) : : . a 0 a
SPECIAL HAZARD SYSTEMS '
(Specify) a a a
(Speeify) | s} a
b (Specity) 2 o o
Special Procedimes:
~c:: ,k ¢ s _
i SUPERVIBING STATION MONITORING Yes  No Time Comments
| Klarm Signal - a o Logat
_AAamm Restoration N a o ey
'} Trobble Sighal A S = T v
Bl ] a o
| o [}
NOTIFICATIONS THAT TESTING 1S COMBLETE Yes  No
1 Biiiding Management W
" .Monitoring Agency N |
‘Buiiding Occupants /E{ [x
Cither{Specify). o a
the following did st dperate cormeetly:
el nncnwﬂummmnm Dyas: ??f%?lﬁfZZ' Tifma: 442J57
N TH ABLE NFPA smu?{rns P
&é'% } g §a‘)’£- // Z time . _F #TT
I DA
ZL Time: /}?bﬁ i
' (MFPAIiection ard Testing, A 014} |

GUIDER Lag Bock Rep. Beteey - Fogo 5 - £-06

CRJSE 3994 waIEond 2515599588 ERIBT ETBZ/1E/ET




INSPECTIO TING FORM

#3/2772042

Mg 1inoen

MESRSD FIRE

MARS HOTIEISATION &

6765 SW 815T STREET MIAMI FLOR
PHONE 305-662-2734 - FAX 305

 PROPERTY NAME (USER)
‘. Name A f’ﬂﬁ]fi Bfﬂi’ fﬁh L‘i:ﬁ!‘ﬂi‘é‘
" Address; Badl NW T Bve

§2i3718
FLORIDA LICENSE EC13001328 Contact: Painein Jefferson

_Telephone: 305-684-270¢

Representative:  3rerinas Michel

APPROVING AGENCY:

MONITORING ENTITY . .
MNamie: Mafioeal Menbroring Center Contact: Paraela J¢tferson
Address: | 0RO ii Tﬂ]ephonc: 335**694’“3?9?
Monitoring Accousit Ref. No.; £.5026%4
TYPE TRANSMISSION SERVICE
I McCulloh I weekly.
 Mutiiplex [ Momthly
X Digita) I Quatterly
[ ‘Reverse Priority Semiannually
- RF X Annvall
N r Im S
U Other (Specily) : Other {Specify)

Confrol: Unit Manufacturer: Mogifier
Circuit Siyles; 5=
Number of Cireuits: 5

Model No.: Fire Warden-100-2

Sofiware Rev.: . _
Last Date System: Had Any-Service Performed: RIS

Last Date that Any Software or Configuration Was Révisedr Wia

ALARM-INITIATING DEVICES AND CIRGUITINFORMATION

Quantity Circuit Style
& Vg . Manual Fire Alaii Boxes
. h Ton Detectors
i K¢ “5 : . Photo Detectors
z V- “Duct Detectors
" Fleat Detectors

Waterflow Switches
Supervisory Switches
Qther (Specify):

Enabled [~

X

Alanm verification feature is disabled

{NFPA Inspection and Testing, 1 of 4}




ALARM NOTIFICATION APPLIANCES AND CIRCUIT INFORMATION

Quantity Cirewit Style
3 .o © 7 Bells
Horns
Chimes
Strobes
-1 T Spea‘kers
; ¥+ Other{Specify):  Strobe Oaly

No. of alavin notification appliance circuits; 3
Are circuits monitored for integrity? X Yes [~ Mo

SUPERVISORY SIGNAL-INITIATING DEVICES AND CIRGCUIT INFORMATION

Quiantity * - Civcnit Style
:T-,_'!.Is\ Bisilding Teﬁsp.
i Site Water Temp,
Site Water Level

Fire Punp Power

Fire Pump Running

Fire Pump Auto Position

Fire Purip or Pumg Cantraller Trouble

Fire Puinp Runnisg

(enerator In AutoPositien

Generator or-Controller Trouble

Switch Transfer

Generator Engine Runiing

Other: N

’5(~13

Style(s)

‘Notninal Voltage 128V Velt. amps 2.5 Amps
¢ Type Cireuit Breaker Amps 0 Amps
nelboard) P‘,aei BY
i?-iectrma{ Romw; nes

Hirenit 14

Locanon {of Prlmary -5 A
‘Pats Roon

Disconnecting Means Location: |
{b} Secondary (Standby):

117 Wolt Sended Storage Battery: Amp-Hr.Rating 17 Aimg Hour

Caleulated capacity to-operate systetn, inhours:: 34 Hours {2 {o 60

Location of fuel storage:

TYPE BATTERY
Ei:_ Dry Cell
 Mickel-Cadmium
5(_ Seajed Lead-Acid
7 Lead-Acid
i Other (Specify): :
(c} Emergency or standby system usedas a backup'to primary power supply, instead of using a secondary power supply;
Ermergenicy system described iy NFPA.70; Article 700
Legally required standby descr PN NFPA 70, Arficle 701 )
Opticnal standby system:desc Lin’NFPA 70, Afticle 702, which also meats the performarnce
“requirements of Artick . -

Engine-driven generator dedicated ta fire alarm system:

{NFE& inspestion and Testing, 2 of-4)




PRIOR TO'ANY TESTING
NOTIFICATIONS-ARE MADE : YES ' Wio Time
Manitoring: Entity % MO Frior
Building Occopants = Adt Prior
Building Managerment X : Manager Prigr
Otther (Specify) : T '
AHI} Notified of Any impaiements ek
SYSTEM TESTS AND INSPECTIONS
TYPE ~ Visible " Functional Comments
Cantrat Unit ¢ 3 Testerd K
interfate Equipment ‘f’— B
Lamps/LEDS X X Tested 8
Fuses i * F [
Primary-Power Supply X X
Trouble Signals B X §
:Dj';_ nriec] witches ' F L
Grourid:Fauit Monitofing [?
"SECONDARY POWER
TYPE Visiﬁi_c'. - Functional Comments
Battery Condition’ X Fosted GK
Load Voltage X Tested G
: ) Discharge Test ) . I_X: Testett DR
St Charger Test } %
Specific:Gravity F"
.
TRANSIENT SUPPRESSQRS i-'—~ i~
REMOTE ANNUNCIATORS ' '
NOTIFICATION APPLIANCES [ -
Aufible r i
Visible. - r r
Speakers r
Voice.Clarity
INITIATING AND SUPERVISORY TJEVi,C‘E TESTS AND INSPECTIONS
Device. Visual Fu nctional - Factory ' I¥leas.

Lot & 8/N Type Check “Fest Selting Setting Pass Fail
[ i~ r I
= i E ]
I~ ' I P
I B I [
I = r g

Comimerits:
Do (NFPA tnspection and Testing, 3 of 4)




EMERGENCY COMMUNICATIONS EQUIPMENT e = s Nisible Functional Comments

Phone Set I~
Phane Jacks [~
Off-took indicator [
Amplifier(s) I
Tone Generator{s} . I
Calk-in Signal S r
System Performance I
- Device Simulated
Visible Operation Operation
INTERFACE EQUIPMENT )
{Specify) { i I~
(Specify) - [ r I~
(Specty) e T i ™
SPECIAL HAZARD SYSTEMS
(Speeity) e [ - .
(SPeCify) o - L N L
{Specify) o . SRR i i i
Spiectal Procedimes: :
Comments::
SUPERVISING STATION MONITORING Yes No Time Comsments
Abarm Signai ) ’ X I
AlarmRestoration : % -
Trouble Signal i . rg,
- Supervisary Signal : i Il
Supervisory Restoration ) F’ l'“
(MOTIRICATIONS THAT TESTING IS5 COMPLETE Yes No Who
Building Mariagernient: i ® | Fanagey” omiy
Manitoring Agency %4 I NMC ] - Compligtion
fuilding Occupants X i AR Tompletion -
Other (Specify) - B [ ' L

The following did ot operate cotrectly: ﬁ” Xy SR 5 _Fu ﬂﬁﬁWﬁﬁ&ﬂg_——

System restored to nocaial apetation:  Date: . Ga/278Y Time: _ €22, 39'.930? .
THIS TESTING WA, FORMED 3N ACCORDANCE WITH APPLICABLE NFPA STANDARD!
Name of Inspectbr: /_Herjpan ¥ilehel ; Date: 93/2742

Tisne: iﬂﬁ!’”—'_

Signaturer h
745~ o
Name.of Owner ér csenlative:

Vd Time:

Dater BHEFIZ

Signature: L I
(NFPA Inspection ang Testing, 4 of 4)




. SERVICE ORGANIZAT! ON

A 2

Representative:

License No:

a mg_waagzw
?\%némm%
O Other (Specify)

" Gonitrot Uttt Manufictarer: 2~/ (= N\, .N..m,. Model No.:._
Cieonit Styles: __ . \IU\/. o~ u\
: - 7
Nuritberof Cireuits; . mn
Software Revi:, . .
"+ Last Date Syitem Had Any Service Perforried:
Last Datethat Any Software or Configutation Was Revised:

Gircnit Style

Mawal: Fire Alarm Boxes J\N\\_
lon Detectors.
Photo Detegtors e { m. m.b
Diict Detettors o N. : .v
‘Heat Detectors - = m. 2 v
, Waterflow Switches

. ) . , ‘Superiisory Switches

i e e ‘Othex {Specify):

_ (NFPAInspaction and Testing 1-of 4)




Eﬁ_& NOTIFICATION APPLIANCES AND Omkoc_.ﬁ mz
Circuit Style

Beils

Hormis

Chimes
Strcbes.

- Speskers

; HII!IVNHH Other (Specify): .
No. ofdlarm dotification appliatice cirotits:
Are cireuits monitored for integrity? 0 Yes .1 No

SUPERVISORY SIGNALANITIATING I
Circnit Style

CES AND CIRCUIT INFORMATION

Building Temp.
Site Water Temp.
Sits Water Leve} -
Fire Pump Power,
Firs Pump Rushinig

Fire Pump Avto! fori
map or Fump Controller Trouble
Pump Rapning
rator T, Auto Position
netator or Comtrolier Trouble
b Transfer
‘Géfierdtor Enging Running
Other:
SIGNALING LINE CIRCUITS
| Quéntity-and style (See NFPA, 72, Tzble 3-6) of signaling Hine dicctiles boimested to system: .
~ ‘Quantity / Style(s) V\
SYSTEM POWER SUPPLIES _

a, Primary Agﬁa 203_:& Voltage
Overcurrent Protection; Typé
Location (of vman mamumw w»sn_wcm_.&,
vaoo:baﬁ_:m Engm H.onmr :

. Storage Battery: “Amp-Hr. Rating,____ \ % \&Y \.\
m?ﬁs in hovrs: .vN 24

Calculated 89553 operat .
m:ﬁna.&_ﬁn generator-dedicated: 8 mR dlarm mwmﬁa

Laocation of fue] mﬁm_..mmw

TYPE BATTERY
W Dry Ceil
3 Nickel-Cadminiti
W Sealed Lead-Acid
O Lead-Acid
L) Other (Specify):

¢ Emergency orsiandby sysiem :m& a5 4 cmag S unswa\ ﬁciﬂ. A istead of nsing-4 secondary pover supply:
Emergency system described in NFPA 70, # B0
Legally required standby deseribed in NFRA 70, Articte 701

Optional standby system described in NFFA; 70; Atficle 702, wiiich also mests the performance requirements
of Article 700-05 701 s

-(NEBA Inspection and Testing 2-0f 4) |




mary Power Supply
. “Trauble Signals
: -Digconnect Switchey

| TRANSIENT SUPPRESSORS
MOTE ANNUNCIATORS

PRIORTO ANY TESTING
Yes

iy
Z

A
I3

Who © Time

OOe00.

SYSTEM TESTS AND INSPECTIONS
Visible ‘Functional Covments

TERRIR

Visible Commments

N

AU

R RS

INITIATING AND SUPERVISORY DEVICETESTS AND INSPECTIONS

Devics. Visnal  Functional Factory ‘Meas.
ﬁ.vm Check. ﬂ&n Setting Setting Pass . Fail

DO0RECe:

Bo0Qonoa

Comihents:

{NFRAInspestion and Testing 3 of 4)




F COMMUNICATIONS EQUIPMENT ) Vigual Functional Comments
. ) a
idicator Q Q
£) (i {w}
enerator(s) a a
N : i} Q
© Bysteii Perforinance a U
Device Simulated
Visual Operation Operation ”
INT ERFACE: mﬁ:__uz_mz._, ,‘
(Specify) Q d 0 N
(Specify) a o 0 |
{Specify)..__ o ] a ;
SPECIAL HAZARD:
(Specify) = o o |
(Specify) w} a w} :
(Specity) ] o o
Special Procedures: :
“ Comments: V
SUPERVISING STATION MONITORING Yes ~ No Time Comiments
" Alarm Sigoal ﬂ\ i
Alarm Restoration e\ 0
Troublg Signal _H\, u]
Supervisory Signal e
Supervisory Restoration E\ Q
Zo.ﬂ_n—nb._.“azm THAT .nmm.ﬂzm mm COMPLETE Yes No Who Time
, A
Building Occupants. ﬁ‘\ m}
Other (Specify) £ -G
The foliowing did not operate correctfy:
e [ . T
B2 e b0 2
2% n>m /E NFPA STAN wam I%
a2 ,.” Data: kw Time: m\ﬁs%& .
Diter’_ ) o \ - Time:
Signatire:
{NFPA Inspection and Testing 4 of 4)




s INSPECTION AND TESTING FORM

DATE: 3/14/12
TimE: /{200 Am-

PROPERTY NAME (USER)
Name: Golden Glades Library
Address: 100 NE 166 Street
FLORIDA LICENSE EC 28 Contact: Pamela Jefferson
Telephone: 305-787-1544

Representative: ‘Herman Michel

MONITORING ENTITY APPROVING AGENCY
Name: Code Plus Systems, Inc, ‘ontact: SAmME 48 above
Address: 6765 SW 81 Street Telephonis: Same 35 above
Monitoritig Account Ref No: FM L502604

TYPE TRANSMISSION SERVICE:

[ McCulloh [ weekly
[‘—?Multip]ex : l_ Monthly

Ropigtaa [ 5_
. o Reverse Pririty - | Semiannually
N lrE - X! annually

D'Other {Specify) [ Other (Specify)

? Control Unit Manufacturer: Notifier Model No., AFP-200
Circuit Styles: B"4: B~Y

Number of Circuits: 1-SEC 3-NACs

Software Rev.: 4.0 Software

Last Date System Had Any Service Performed: 2011

Last Date that Any Software of Confignration Was Revised: N/A

ALARM-INITIATING DEVICES AND CIRCUIT INFORMATION

Quantity Circiit Style
5 B-d

Manual Fire-Alarm Boxes
1on Detectors
22 B-4 Photo Detectors

2 B-4 . DuctDetectors

1 B-4 Heat Datectors

Waterflow Switches

k. Supervisory Switches -
L Other (Specify):

Alarm verification feature is disabled <X,  Enabled | |

j , , ' _ ' _  (NFPA.Inspection and Tesfing, 1 of 4y




ALARM NOTIFICATION APPLIANCES AND GIRGUIT INFORMATION

Circuit Style
8 B-Y Bells
' Homs
. Chimes
‘ %)
13 B-Y Strobes |
Speakers i

Otlier (Specify):
No. of alarm noetification appliance circuits: 3 :
Are circuits raonitored for integrity? [‘55 Yes | No

SUPERVISORY S!GNAL-?N[TiATING DEVICES AND CIRCUIT INFORMATION:

Quantity Cireuit Style:
N/A
N/A
N/A
N/A
N/A.
N/A _
N A , - Fire Pump Runnmg
N/A, Gengrator In Auto Position
N/A. Generator or Controller Trouble
L N/A. Switch Trangfer
B /A Generator Frigine Running
' NA . " Other: ‘
ne circuits connected 10 system. (see NFPA 72, Table 6.6.1): 5
t Style(sy B-4
SYSTEM POWER SUPPLIES = o o | ‘
(2) Brimary (Main): Nominal Voltage Amps 3.0 Amps . I

Overcurrent Protection: Type. r Amps 20 Amps
Location {of Primary Supply Panelboard): Pamel "A™ in main electric room
Discorinecting Means Location: Circuit Breaker #5

b Seconda_ry {Standby): ‘
212 Volt
Calcnlated-capacity to operate system, in hours;

: Engine-diiven generatardedicated 1o fire alarm systém:
Location of fuel storage;
TYPE BATTERY
[] Dycell
I} NickelcCadmiuem
X Sealed Lead-Acid
I Lead-Acid
[} Otter (Specify;
(¢} Emergencyo

wlby:system.used as a backup to primary power Supply, instead of using & secohdary power supply:
mergency systemy described:in NFPA 70, Article 700

Legally réqited standby described in NFPA 70, Article 701

Optiorial standby syster: descnbed in NFPA 70, Article 702, which also miggtsthe performanice

 requirerents of Art) __{NEPA nspection andt Testmg,ZoMj l




PRIOR TO ANY TESTING

Yes No  Whe Time
‘ NMC Prior

X Owner Prior
Building Management l— .
Other (Specify)- _ X GSA Prior

AHJ Notified of Ariy imipairments

SYSTEM TESTS AND INSPECTIONS
TYPE Visible Functional Cemments

Control Unit X'
Interface Equipment : X;

- Lamps/LEDS g
.. Fuses : X
Prirhary Power Supply 1X]

Trouble Signals X

Disconnect Switches , j
Ground-Fault Monitoring }?’?

‘SECONDARY FOWER

TYPE ' Visible Functional Comments-
Battery Condition Tested OK
1 loadVoltage _ X 258 VDC
-} ischargeTest r>_<_1 ' Tested OK
Charger Test - -
Specific-Gravity _ I

TRANSIENT SUPPRESSORS

REMOTE ANNUNCIATORS

NOTIFICATION APPLIANCES. 2 gt
Audible x X
Visible I C
Speakers ]—
YoiceClarity

“Tested OK
Tested OK

Tested OK
_Tested OK

INITIATING AND SUPERVISORY DEVICE TESTS AND INSPECTIONS

o Device Visnal Functional - Factory Meas.
Loc. &SN . Type Check “Test , Setting Sefting
D01 SMK | X 2% . 2.12%
D02 SMK X 2.12% 2.12%
- ™O001 RLY
¥ M002 RLY
b | ‘D003 puC
b604 buC

P}

3¢ 2.12% 2.12%
K] 2.12% 212% g

173

 “omments: Additional test and inspection sheets attached.
it L ' ' o

{NFPA Inspection.and Testing, 3 6f4) |




{;;;;WEBGENCY COMMUNICATIONS EQUIPMENT
Phone Set
Phone Jacks
Off-Hook Indicator
Amplifier(s)
Tone Generator(s)
Call-in Signal
System Performance

INTERFACE EQUIPMENT

(Speclfy)

Visible Functional Comments

b K

‘Devicg. Simulated

Visible Operation Operation

Special Procedures:

SUPERVISING STATION MONITORING
Alarmn:Signal

Alarm Restoration

Troubile Signal

Supervisory Signal
Supervisory-Restoration
NOTIFICATIONS THAT TESTING IS COMPLETE
Building Managerment
Monitoting Agency
Building Occipants
Other {Specify)

The following did not opérate correctly:

No - Tinte Camments
- ' ;
|

T TewdoR~

Time
Completion
Completion
Completion

System restored fo normal operation: - Dater 3 141 12

 Time: [Q ! é 4,

THIS TESTING WAS PE, FORMED IN ACCORDAHCE WITH APPHCABLE NFPA STANDARDS,

Date: 3! 14[ 12 Time: /&: o G

[NFPA Inspection and Tasting, 4 of4)




- FIRE ALARM
I ~ OTIFICATION SYSTEMS
ST STREET MIAMI FLORIDA 33143

Representative: Hermian Michel
MONITORING ENTITY

Name: Code Plus Systems, Inc.

Address; 6765 SW 81 Street

Monitoring Account Ref: No.: F M L302628

TYPE TRANSMISSION
T MeCutich

' ' Reverse Priority

. RF
ot {Specify)

Control Unit Manufacturer: Notifier

Circuit Stylés: SLC B-4, NACs B-Y

Number of Circuits: 1-SLC 3-NACs

Software Rev.: 5.7

LastDate System Had Any Service Performed: 2011

Quantity Circuit Style
| 5 B4

19 | B-4

-2 B-4

4 | B

£ ‘Last Date.that Any Software or Configuration Was Revised: Unknown

Alsiriii véiification feature is disabled  [X| . Enabled [ |

INSPECTION AND TESTING FORM

DATE: 3/14/12
TIME: 900 AM

PROPERTY NAME (USER)
Name: Intermational MaH Library
Address: 10315 NW 112 Street
Contact: Wil Fowler

Telephone: 305373’4553

APPROVING AGENCY
Contact: Wil Fowle ]
Telephone: 305-873-4553

SERVICE
[ Weekly

<! Annally
F Other {Specify)

Model No.: NF S-640°

ALARN-NITIATING DEVICES AND CIRCUIT INFORMATION

Manial Fire Aldrm Bokes

Ton Detectors

Photo Detectors

Duct Detectors

Heat Detectors

Waterflow Switches o
Supervisory Switches

Other(Specify). Control Relays

{NFPAInspection and Testing, 1.of 4),




ALARM NOTIFICATION APPLIANCES AND CIRCUIT INFORMATION

L Quantity - Circuit Style
Bells
Homs
Chimes
8 B- Y Strobes
_I B"& Speakers
5 B-Y Other (Specify): Comibination Speaker Strobe

No. of alarm notification appliance circuits: 3
Are circuits monitored for integrity? X, Yes [ No

SUPERVISORY SIGNAL-INITIATING DEVICES AND CERCU-!T INFORMATION

" Quantity Circnit Style
N/A Building Temp.
NA Site Water Temp,
N/A Site Water Level
N/A Fire Pump Power
N/A Fire Pump Running
Nf A ' Fire Pump Auto Position
_"N/A ' Fite:Pump or Pump Controller Trouble
N/A : Fité Puinp Running
N/A Gengrator I Auto Position
. N/A Genelaior or Controller Trouble
3 o NfA wi ;. I
el N/A Generator-Engi_ne Running

NiA ) Other:

SIGNALING LINE CIRCUITS
- Quantity and stylfe of sigrialing line circuits connected to system: fsee NFFPA 72, Table 6.6.1):

Quantity Style(s) B-4
SYSTEM POWER SUPPLIES . .
{a) Primary (Main): Nominal Voltage. 120V Amps 6 Amps
Overcurrent Protection: Type Circuit Breaker Amps 20 Amps

Location {of Pritriary Supply Panelboard): Adjacent to FACP

Disconniécting MeansLocation: Fanel A Cireuit 27
{b) Secondary (Staridby):
2-12 Volt Storage Battery:Amp-Hr. Rating 18 Amp Hour
Caleulated capacity 16 operate system, ifr hours: (s {® 60
: Engine-driven generator dedicated to fire alarm syster
Location-of fuel storage:
i 'I‘YPE BATTERY
. Dry Céll
lf Nickel-Cadmium
X Sealed Lead-Acid
[ Lead-Acid _
| Other (Specify): w
(c} Emergenicy or standby system used as a.backup to primary power supply, instead:of usmg a secondary powersupply:
idestribed in NFPA:ZQ, Article 700
Legally requiréd standby described in NFPA70, Article 701
. Optional standby systein describad in NFPA 70, Article 702, which also meets the performance

requ:rements of Artacle 760 or 70?

~

S0 ectmra and Testmg, 20f4) A |




NOTIFICATIONS AREMADE
Monitoring Entity

Building Gccupants

Buillding Management

Other {Specify)

AHI Notified of Any impalrments

TYPE

Control-Urilt

interface Equipment
Lamps/EEDS

Fuses

Primary Power Supply
Trouble Signals:
Disconnect Switches
Ground-Fault Monitoring
SECONDARY POWER
TYPE

Battery Condition

load Voltage

ischarge Test"

Charger Test

Specific Gravity
TRANSIENT SUPPRESSORS
REMOTE ANNUNCIATORS
NOTIFICATION APPLIANCES
Audible

Visible

Speakers

Voice Clarity,

Device
Loc. & S/N Type

LID01 SMK
Li1D02 SMK.
L.1D03 - SMK
& LIDO0S SMK
it LIpoe SMK

SYSTEM TESTS AND INSPECTIONS

Visual
Check

PRIOR TO ANY TESTING:

Yes

[

Visible

“Visible

XX

AR

Functional

Test

No

gl
L.

Functionai

(P

TR

Functionai

bV e e 2 b

Factory
Setting

Who

NMC

Posted
Manager

Comments

Tested QK

Time
Prior
Prior
Prior

Tested DK

dested UK

Tested OK

Tested DK

Tested UK.

Tested OK

Tested Ol

Comments .
_Tested-

0

K

T

OK

Tested UK.

ested O

~ Tested GK

Tested OK

Tested OK

- iested Uk

Meas,
Setting

INITIATING AND SUPERVISORY DEVICE TESTS AND INSPEGTIONS

s
&

T

{NFPA inspection and Testing,3 of 4)




oo
Ny

Phorig Set
Phone Jacks . & EE
Oﬁ‘-Hook 1nd:cator

'Cél;i-?ih S__ign_ai
System‘Performance

INTERFACE EQUIPMENT
(Specify) Remote Microphone

MERGENCY COMMUNICATIONS EQUIPMENT

(Specify)

{Specify)

SPECIAL I:lAZARIiSYS_IEMS-« e
(Specify)

(Specify)

(Specify) !

Special Procedures; Nome.

B

Functional

-
o

Device

Visible Operation

T TR

Comments

Tested Ok

Tested Ok

. Tested OK '_

Simulated
Operation

Comments: Nome.

SUPERVISING STATION MONITORING
Alarm Signal

Alarm:Restoration

Trauble Signal

Supervisory Sighal

Supervisory Restoration:

NOTIFICATIONS THAT TESTING 1S COMPLETE

Building Management
Monitoring Agency
Building Occupants
Gther (Specify)

The foltowing did riot operate correctly _AF1 EX7 S ‘7'! A G

Yes No. Time Comuients
N .
i
Yes Na. Who Time
K I Manager Completion
X N NMC Completion
X i Posting Completion
[ I

/S FUNCTIONING PROPERLY.

Systen restored to Hormal operation;  Date;

3/14/12

. Time:

THIS TESTING WAS PERFORMED iN ACCORDANCE WITH APPLECABLE NFPA STANDARDS.

Date: 3/ 14/12

fU’ .

\—/Name of 0wner o¥Representative:

Date: 3714412

Time:

i

- (NFPA Inspaction and Tasting; 4 of 4}
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INITIATING AND SUPERVISORY TEST AND INSPECTION

SIN Loc. ‘Device | Visual JFunctional } Factory
” Type § Check| Test Setting |
L1D01 FACP ROOM SMK X X 2.12% Cox ]
L1D02 AIR HANDLERROOM | SMIK X X 212% | 232% | X |
EGRE] AIR HANDLER ROOM DUCT | X X 2.12% X
L1004 AR HANDLERROOM | DUCT | X X 2.12% X |
1.1D05 BATHROOM VESTABULE | SMK X X 2,12% X
I L1boe MAIN ENTRANCE SMIK X X 2.12% X
. L1D07 WORK ROOM SMK | X X 2.12% X
11D08 WORK ROOM SMIK X X 2.12% X
11Dbog JANITOR _SMIK X X 2.12% X |
L1D10 RECEIVING SMIK X X 212% | 2. X
L1D11  CLOSET - SMK X X 242% X
L1D12 CLOSET SMK 1 X X 2.12% X
L1D13 TELEPHONE ROOM SMK | X X 2.12% X
L1D14 STACKS 006 SNIK X X 249% | 242% | X |
L1015 MAIN ROOM SMK | X X 2.12% | 2. X ]
L1D16 MAIN ROOM SMK X X 2.12% X ]
L1D17 | CHILDREN'SSTACKS 004 | SMK X X 2.12% - X
L1018 ADULTREADING | SMK X X 2.12% X
L1D19 _STACKS 003 SMK X X 2.12% X
tb20 | STACKS 003 SMK | X X 2.12% X
LiD21 |  CHILDREN'S READING SMK | X X C2.12% X
LIMO1 FRONT ENTRANCE PULL X X X
LIMO2  RECEIVING PULL X X X
LIMO3 | CHILDREN'S READING | PULL X X X
LIMO4 ADULTREADING | PULL | X X X |
L1M25 AHU SHUTDOWN  REL X X X
L1M26 AHU SHUTDOWN REL X X X
‘LIM30 FIRE SMOKE DAMPER REL X X X
LiM31 FIRE SMOKE DAMPER REL X X X
LImM32 MECHANICAL ROOM PULL | X X X
LIM33 REMOTE MIC MON X X X




| SirmptexGringtoff

NFPA INSPECTION AND TESTING FORM

DATE 3/2/2012
TASK 314765SE8
SERVICE ORGANIZATION . PROPERTY NAME (USER}
NAME . SIMPLRYGRINNELL. MAME FENDALL LAKES EYBRARY. )
ADDRESS 1LDESG COMMERCE PARKNAY -ADDRESS 1EZ05 §.W. 88TH STREET
Céy, State; Zip Miramay, FL 33025 CITY, §T.2P MIAMI, FL 33196
REP HAME Sandy Etienne ] OWHER CONTACT LEC MARESMA
LICENSE NO. "7 RF 20000808 TELERHONE 305-372-6374
TELEPHORE 954-431-3800 ’ FAX )
MONITORING ENTITY APPROVING AGENCY .
CONTACT SIMPLEXGRINNELL CONTACT 3 SO MARBEMS
TELEPHONE 1-BEB-T46-7538 TELEPHONE 3053726378
AGCT. REF. NG, Ur-2243 ’ :
TRANSMISSION TYPE SERVICE
[ mecubok [ Weskiy
[ wultiplex 1 #onthily
=l pigital I Quarterdy
Y Réverse Polar I3 semi-annualty
£ re & anually
BT otter (Spacify) 71 sensitivity & Cleaning
PANEL MANUFACTURER SIMPLEX ‘MODEL NO; 4010-9101
N GIRGUIT'STYLES BRY :
NO. GF CIRCUITS 1 MAP & 4SIG
SOFTWARE REVISION 4.01.04 REV. 3.
LAST DATE SYSTEM HAD ANY. SERVICE PERFORMED Hay 29, 2014
LAST DATE THAT ANY SOFTWARE OR CONFIGURATION WAS REVISED 2108
ALARMINITIATING DEVICES AND CIRCUIT INFORMATION
atyor o Tasted CIRCUITSTYLE
[ [3 B MANUAL STATIONS
N/A H/n B ION DETECTORS:
32 33 B PHOTO DETECTORS
2 2 B DUCT DETECTORS
WA NfA B HEAT DETECTORS |
1 ! B WATERFLOW-SWITCHES
3 3 B SUPERVISORY SWITGHES
T N/A WA B ‘BEAM DETEGTORS
ALARM NOTIFICATION APPLIANCES AND CIRCUITINFORMATION
arv-aF CIRCUITSTYLE
N/A N/A ¥ BELLS
NI N/a T HORNS
w/n /A F4 PHONE JAGKS
7 7 L3 STROBES ©
N/A N7A T 'SPEAKERS
w0 7 10 3 AUBIOVISUALS

NG. OF ALARM NOTIFICATION CIRGUITS; 4

ARE CIRGUITS MONITORED FOR INTEGRITY?
Yes {1 rio

NFPA Page 1 O
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SimploxGrinneil

SUPERVISORY SIGNALINITIATING DEVIGE? ,nD CIRCUIT INFORMATION

GTY OF CIRCUIT STYLE
.. LS NA R L LG TEMP
e T NA A SITE.WATER TEMP
NiA - N/A SITE WATER LEVEL
NIA N/A FIRE PUMP POWER
N/A WA FIRE PUME RUNNING
NIA NA FIRE PUMP AUTO POSITION
NIA NiA FIRE PUME OR PUMP GONTROLLER
A Nis FIRE PUWME RUNNING
A, NIA -GENERATORIN AUTO POSITION
) NIA GENERATOR OR CONTROLLER TROUBLE
A A SWITCH TRANSFER
MiA TN . GENERATOR ENGINE RUNNING
NI, NIA OTHER )
SIGNALING LINE CIRCUITS
Quantity and Style (See NFPA 72 Table 3-6) of sighaling line cirgisits connetted to system:
Guantity Style{s} ) )
SYSTEM POWER SUPPLIES
. Primary (Malo): Nl [ Voliage _ 120VAG- Amps- 4004 .

Qvercurent Protaction; Type - Breaker . Amps 208
Location: (Pansl: Numbss). PANEL A CKT. 30

Diseotingeting Méans Lozation N ELEG. ROOM

b. Secondary: (Biandhy)

%412 VDO Storage Battery: Amp-Hr. Rating 18
; . Calculated capicity {6 operate system; in hours: Yes 24 X 80
: NA Engine driver.genertator dedicated to fite.aldrm system:
‘Location of fusksterage; NiA
EBATTERY
Dy Cell

I lickel Cadmium
Sealed Lead-Acid
[ Jiead-Add
[ other tSpedty)
¢. Emergency or standby system used as backup to primary power supply, instéad of using a’‘secpndary power supply

NiA Emergency system described in NEPA 70, Article 700

B Lagally required standby. described il NFPA 70, Atficle 701

NiA Oplional standby systemn described i NFPA 70, Afticle 702, which also mests the performance reqiframents of Article 700 or 701 1

PRIOR TO ANY TESTING:
NOTIRIGATIONS MADE yEY NO WHO TIME
MONITORING ENTITY = SIMPLERGRTHNELL ;
BUILDING GCCUPANTS 0 _ BTAFF ] ‘
-EU!LDING_‘MANAGEMENT D LEO. MARESMA
OTHER (SPECIFY) ;| 3 ' '
AHJ (NOTIFIED) OF ANY IMPAIRMENTS O B
S

NFPA Page 204




SimplexGrinneff

SYSTEM TESTS AND INSPECTIONS

TYPE VISUAL.  FUNGTIONAL GOMMENTS
CONTROL PANEL YES YES'
INTERFACE EQUIPMENT YES ves |
LAMPS/LEDS YES YES
FUSES : YES [
“PRIMARY POWER SUPPLY ] Lo '¥ES
TROUBLE SiGN* " YES YES
DIRCTT ot SWITCHES _ YES YES
GROUND FAULT MONITORING ° YES YES:
“TYPE COMMENTS
"BATTERY CONDITION NO INSTALL DATE
LOAD VOLTAGE FAIL
DISCHARGE TEST
CHARGER TEST YES YES FARL
SPECIFIC GRAVATY '
§
TRANSIENT SUPRESSORS | ] _ |
REMOTE ANNUNCIATORS | YES 1 YES | MAIN ENTRY
NOTIFICATION APPLIANCE
AUDIBLE YES YES
VISUAL YES YES
SPEAKERS CONA ] WA
VOICE CLARITY NIA {1 NA
IMTIATING AND SUPERVISGRY DEVIGE TESTS AND INSFECTIONS
- DEVIGE VISUAL  FUNGTIONAL  FACTORY TESTING.
LOG. & SN TYPE CHECK TEST SETTING % RESULTS

COMMENTS
NUAL INSPECTION AND TEST .

. PASS EAlL

£0G BOOK LOGATED BY EACF .

NEPA Page 3 Of4




Simplexﬁrinneﬂ

EMERGENCY COMMUNICATION EQUIPMENT

o VISUAL FUNCTIGNAL COMMENTS
{_  PHONESET 1 N ‘
PHONE JACKS || ] L NA
OFF-HOOK INBICATOR | | N
AMPLIFIERS M J . NIA
TONE GENERATOR(S) [ | Nia
GALLIN SIGNAL R N NIA
'SYSTEM PERFORMANGCE 1 [ NA
INTERFAGE EQUIPMENT
VISUAL  FUNGTIONAL SIMULATED DPERATION
(SPECIFY)  AHU SHUTDOW[Y]. 5|
(SPECIFY) NiA 3 3 L1
(SPECIFY) NA (N 4 I3
SPECIAL HAZARD SYSTEMS
tsPEciFyy nA. . O 3 [} "
(SPECIFY) WA I a 0
{SPECIFY) WA i O i
SPECIAL PROCEDURES SEE MANAGEMENT PRIOR TESTING.
COMMENTS: ANNUAL INSPECTION AND TEST.
ON/OFF PREMISES MONITORING:
YES NO TIVE COMMENTS
ALARNE SIGNAL 0
ALARM RESTORAL | ]
TROUBLE SIGNAL 1
SUPERVISORY SIGNAL [N
SUPERVISORY RESTORAL O .
NOTIFIGATION THAT TESTING I8 COMPLETE:
YES ND
BULDING MANAGMENT LF 11 LEG-MARESMA. :
MONITORING:AGENCY ZjD . SIMPLEXGRINNELL ; |
BUILDING DCGUPANTS = O - STARE |
OTHER (SPECIFY) = 1 ‘

THE FOLLOWING DID NOT OPERATE CORRECTLY: SEE AHJ REPORT ;
\ e

THIS TESTING WAS-PERFORMED IN ACCORDANCE WITH THE APPLICABLE NFPA'STANDARDS
NAME OF INSPECTOR  SANDY¥1 DATE 2-Mar-12 TIME
SIGNATURE: -
NAME OF OWNER/REP.
SHGNATURE

D3/02112 TIME

NFPA Page 4 Of 4




_Representative; Herman. Michel
MONITORING ENTITY
Name: ‘Code Plus Systems, Tie.
Address: 6765 SW 81 Street
Monitoring Account Ref. No.. FM L502631
TYPE TRANSMISSION
T MecCutioh
I Mulriplex
[X Digitat
. {Reverse Priority

“_ZURE

D Other (Specify)

Coniro] Unit Manufacturer: EST/GE Secu ﬂt}’
Circuit Styles: SLC B-4, NACs B-Y

Number of Circuits: 1-SLC 1-NACs

Softwarg Rev.: 1.00

Last Date System Had Any Service Performed: 2011
Lasgt Date that Any Software or Configuration Was Revised: N/A K

INSPECTION AND TESTING FORM

DATE: 3/27/12

TIME:

PROPERTY NAME (USER)

Name: Mismsi Springs Public Library
Address: 401 Westward Drive
Contact: Manager/Esther Nibot
Telephone: 305-805-3811

APPROVING AGENCY
Contact: Manager/Esther Nibot

“Telephone: 305-805-3811

SERVICE '
r.ﬁ Weekly
r Monthly
]]:1 Quarterly

_| Semiannually

_ IS“{ Annually

|| Other (Specify)

Maodel No,: 1064

ALARM-INITIATING DEVICES AND. Cl’RﬁEJi?'lH_FQRMATION

Quantity Cireuit Style
4 - B4
9 B-4
1 B-4

\./‘f

Alarm verification feature is disabled E(:,‘ . Enabled E

Manual Fire Alaon Boxes
Ton Detectors

Phote Distectors

Duct Detectors

Heat Dietectors:.
Waterflow Switches
Supervisory Switches
Other (Specify):

(NFPA Inspection and ¥




ALARM NOTIFICATION APPLIANCES AND CIRCUIT INFORMATION
v Quantity Circuit Style

Bells
Horns
: w3 Chimes
3 B-Y Strobes
_ Speakers o
2 B-Y Other {Specifyy  Combination Horn Sirobe :
No. of alarm notification apphance cirguits: 3 ‘ A E

Afe.cirenits monitored for integrity? E Yes rf No
. SUPERVISORY SIGNAL-INITIATING DEVICES AND CIRCUIT INFORMATION

Quantity . Cirenit Style

N/A ' Building Temp,
N/A i Site Water Temp.
N/A Site Water Level
N/A Fire Pumip Posver
N/A : Fire Pumnp Running
N/A Firé Painp Auto Position . i |
N»"‘ A Fire'Pump-or Pump Controller Trouble
N/A . Fire Pump Running
N/A - Gineritor In Auto Position
N/A Generator-or Cotitroller Trouble
N/A . : Switch Transfer
N/A Genrator Engine Running
N/A _ Other: '

SIGNALING LINE CIRCUITS

Guantity ami style of signaling line c:rcmts connected to systetn {see NFPA 72, Tubie: 8.6.1):

Quantity 1 Syilels) B4

. SYSTEM POWER SUPPLIES N
" () Primary (Main): Nominal Voltage 120V AC © Amps S Amps

Overcurrent Protection: Type, Clrc“!t B

Location {of Primary Supply Panelboar

Disconnecting Meanis Locatian; Mech;
(b) Secondary(Standby}:

212-Volt Storage Battery: Amp-Hr, Rating 12 Amp Hour

Caloulated capacity to operats system inhours: 24:Hours . s (60

Engine-driven generator dedicated fo fire alarm systerm: -

lie!' Arnps 23 Amps 4
anical Rim,; Panel B Circait 28 k|
‘Rm,, Panel B, Circuit 28 o

Loca_ti.On of fuel storage::

TYPE BATTERY"
I ey celt
I Mickel-Cadmium
X Sealed Lead-Acid
Lead-Agid
Other {Specify): .
; {c} Emergency or standby system used as a backup to primary.powe
Emergency systém described in NFRA.Z
: Legally required standby destribia

Optional standby system describe n NFPA 7
requiremints of Artile 700 6r 701,

pply, instead of using a secondary power supply:

Je 702, which also meets the performance
(MFEA Inspaction and Testing,




AND TESTING FORM

N

DATE: 2/15/12
Time:  8:00 AM

ENGINEERED FIRE ALARM
MASS NOTIFICATION SYSTEMS
765 SW S1ST STREET MIAMI FLORIDA 33143 < ARRD S ,

PHONE 305-662-2724 - FAX 305-862-3718 Address: 14850 SW 280 Street

FLORIDA LICENSE EC13001328 Contact, Michele Dye
1

PROPERTY NAME (USER)
Natne: Naranja Public Library

Telephone: 305-242-2290

Representstive;  Herman Michiel

MONITORING ENTITY APPROVING AGENCY
Jairns e Plus Systems, Inge.

-Address: 6765 SW 81 Street.

| Monitoring AccountRef. No: FM.L502629
TYPE TRANSM!SS!ON . SERVICE

Contact: Michele Dye
Telephone: 305-242-2290

Coiitro] Unit Manufacturer: FiveLite
‘ tyles SLCB'4 NACS B"Y

Numberof Circmts 1-SLC. 3=NACs
Software Rev.: 4. 0
‘Las;tmté Systerﬁ.ﬂadfﬂny'-';‘-;ervice Performed: 2011

ALARM"-IN!TIA'I;.,_T G

Quantity Circuit Style
T B-4

B+
B-4
B4
B4
B-4
B-4

ieacs

Alarm verification festors s disabled Ensbled [




ALARM NOTIFICATION APPI;{A&;’:ES AND CIRCUIT ]NFbRMﬁTiQN

Quantity Circnit Style
Bells.
S B-¥ Strobes
. ) Speakers
12 BsY

‘Othier (Specify):  Combinatioit Speaker Strobe

No. of alarm notification: ‘appliance-ci
Are ciTcuits monitoted for i antegrityd |

es | No o

SUPERVISORY SIGNAL-INITIATING DEVICES AND CIRCUIT INFORMATION

On annty

" Building Teinp.
Site Water Temp.
Site Water Lavel
Fite Pumip Power
Fire Pump Running
Fire Pump Auf Position
Fire Pump or Pump Contialler Troubje
Fire Pump Rumning.
Genierator fnAuio Position
Generator or Controller Frouble
Switch Tratisfer
‘Generator Engine Running
Other:

 line circuits connected to'system (see NEPA 72, Tabfe 6 6 I)

Styie(s)
SUPPLIES
‘Nomitial Vo]tage _ 128" VG]t Amps 3Amps
'etcufrent Protection: Type Circuit Breaker Amps 20 Amps.

“Location (of Primary Supply Panelboard)
Disconnecting Meanis Location: Panel B Circuit 19

{b) Secondary (Standby)::
2-12 Volt Storage Battery: AMp-Hr. Rating 18 Amp Hoiir' »
Caleulated ¢apacity to operate system, inovrs: 24 Honrs: C a2 ' {®:60 )
Engine-driven generator dedicated to fire alarm system:
Location of fuel storage:
TYPE BATTERY
[T Diycen
[~ Nickel-Cadmium
X' SealedLead-Acid
[ Lead-Acid
I”" otrer (Speifyy:
) Emergéncy or standby: system backup to primary powersupply, instead: ofusing a secondaty pewer supply:

ncy systemdeseribed in NFPA70, Article 700
Legaﬂy tequiired standby described i NFPA 70; Article 7611

Optlonal standby systern desciibed in NEPA 70 702, Which alsomeets the per
-fequirements of Arttde 7000701,

L e, (NFPA Iigpeciion and Testing, 2 of 4)




PRIORTO ANY TESTING
NOTIHCATIQNS ARE MADE Yes Ne Who ~ Time,
Moriitoring Entity X I~ NMC Prioy
Building Occupants X I Posted " Prior

Building Management X I Manager _Pror
Other (Specify) L I -
AHJ Notified of Any thapairments | i

SYSTEM TESTS AND INSPECTIONS
V:s:b[e Functional Comments

' Tested OK
Tested OK

TYPE

Control Unit

Intérface Equipment
Lamps/LEDS

Fuses,

Primary. Power Suipily
Trouble Signals
Dtsr:onnect Swnches

xgx

Tested 01(’
Tested OK

TR
T

Visible: - Functional Comments
X __Tested OK
-. ‘Tested QK __

“Tested OK

SIENT SUPPRESSORS: e eed Ok —

TE ANNUNCIATORS

NOTIF[CATlON APPLIANCES
A dlble

[S(. ) Tasted OK

3 p:eake_‘,""'
Vaice Clarity

INITIATING AND SUPERVISORY DEVICE TESTS AND INSPECTIONS

Device ‘Visiral Functional Factory Mess.
Log, &SN Type - Chieck Test Seiting Settinig

Gl

,,,,,

O o

—1“1;"1“"1'1_1

T8

Comments;

o L _ - . (NEPA Inspection and Testing, 3:6f4).




EMERGENCY COMMUNICATIONS EQUIPMENT ~ Visible.
Phone Set

Phone Jacks
“Off-Hook Indicator
Amphf‘ er(s)

Tone Generator(s)
Call-in-Signal
System Performance

Functional

L

Commients

_Tesd OK
“Tested OK

Tested OK

XX

T

o Device Sinuilated
Visible Operation Opevition:

INTERFACE EQUIPMENT

(Specify) AIC Shutdown

(Specityy Damper

.. (Spesify) ARDSYSTEN

{Specify)
(Specify)
Special Procedures; None

Comments:_

SUPERVISING STATION MONITORING Yes Time: Comments

Ly
w0
o

Restoraticri

NOTIFICATIONS THAT TESTING I5 COMPLETE
But!ding ‘Management

Monitoritig Agency

Building Oceuparits

Other (Specify)

“Time:
Cemplefmn
Completion
Completmn

The following did not operate correctly:

Tim‘ez»

_ Dotz 3.,{1.5{.1-2 ... T




RETRN

R RERY INE
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b
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“YHAY - REG. z BR- T MRES
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TRAY - REG. Bl - Ol ARRNAL

J

LBA -OF

Cremzonvesignns Cloomes [ sri-sisnaic

VOUTAGE YATH CHARGER £
VOLT VATHOUT GRARGER LY 73

vOLTE

.fjxf T

BATH GROUND

CRERATING INSTRUCTIONS PROWDED T

% Cl'EAHGED

[ s £ 1 hpts

DOOR
THOLDERS

T

R

ELEVATOR
FIBE HECALL

RES,
7] nor

RECALL TCOMIERNATE FLODR
S Clnona

Cinotes

/ I3 s

‘ThnNore e
ErEVATIINS REGTANT
FROM FRE SVl

BHUTHNN ATHMATIC.

CONTACTRD

AR HANTLERAHUTROWN

" THE U
DEVIGES TES

ARG,

Eadeann
SRR BTSEIORS

AHULBCTORE

oSt DETEA

e

BEEL

IR

TYPE FREARSSE

SPAREER ST | L —

RUBREINL e

PROBLEM GOOE | CORRELTVE S5Ti0N

F DETAILED TESTING 8 FEQUIRED — USE

SLIETOM

TINUATION BHEET 0243 e

7

PLEE

-d-3E2



ABPROVING AGE
. CONTACT
. TELEPHONE:

CONTAGT:
TELEPHONE: _ :
MONITORING ACCOL

TYPE TRANSMISSION . SERVICE
B MoCulton

ltiglex :
K] bigat

PHOTODETECTORS |
DUCT DETECTORS &
HEAT BETECTORS, -

HORNS
CRIMES

_ STROBES
I N SPEAKERS:
, : OTHER {SPEC

fRCUITS:

- NO. OF ALARM NOTIFICATION | [E}¥ES- [INO-

ARE CIRCUITS MONITORED FOR INTEGRITY?

AHJ - White Copy; Ownar - Canary; District - Pink; Site Copy - Golderrodd 8G24-2-017 707 F’aft 1of 4




- BUILDING TE
SITE WATER 1)

ENGINE RUNNMNG

SIGNALING LINE CIRCUITS
Quaily and style (588 NF]

. Storage/

TYPEBATTERY

~E3 e Gel

) Mickek-Cadimiuin
: SEalad LendAsid-

& Emergency oratandby system used-as a: bl
_Erertency system described in N
Legally raquirad staridby deseribe
e Optionat standby systern deseris

2y PEWOT SUPPlY, v supply

ad f tsing a second
“ it

701 : . M <
cle 702, which also tigsis.the perfofmance raguirments ofArticle DG or 701

RIGR TO ANY TESTING.

- NOTIFICATIONS ARE MADE:

MONITORING ENTITY

BUILDING COCUPANTS

. -‘BUILDING MANAGEMENT
OTHER (SRECIFY} - - R B

Ak (NOTIFIED) OF ANY IMPAIRMENTS ML R

AR White Copy; Owner - Canaty; District - Piak; Site Copy - Goldenrod 8G24-2-017 707, Part2 of 4




- CONTROL UNIT 5
" INTERFACE EQUIPME

LAMPS/LEDS
;,‘;:EUSES

 SECOMDARY POWER ~

BATTERY CONDITIO

PuliGitec il

DISCHARGE TEST

| CHARGERTEST
SPECIFIC GRAVITY

VISUAL 'FUNCTIONAL ﬁemnﬁm o

TIFICATION APPLIANCES

NG MEAS.SETTING PASS

Al - Wi}ﬁg-@@py; Qwner - Canary, District - Fink; Site Copy - Goldenrod SG24.2.01 7 7107 Part 3 o4




{‘Sﬁmyiex me!  BE sAFE

' EMERGENCY CQMM : AT{ONS EQULS’MEW

PHONE SET
 PHONE JACKS..

| OFF-HOOK (NDICATOR
 AMPUIFIER(S) :

\TED OPERATION

(SPECIEY),
S EPECEY)

SPEC!AL HAZARD SYSTEMS

ON/OFF PREMISES MONITORY

 ALABM SIGNAL
ALARM HESTORAL

BUILDING MANAGEMENT
| MONTORING AGENCY

.g&uﬁﬁns

NAME.OF if\iSF‘ECTOFi
blGNﬁi?URE

oi@?ﬁf.ﬂ\ UHE?

AL - White Sopy; Qwner - Canary; District - Pink; Stte Gopy - Golden:ad. SG24-2-017 707 Part4cf4



INSPECTION AND TESTING FORM

DATE: 3-21-12
TIME; B 00 AdM

PRE)PERTY NAME (USER)
Name: So. Dade Regxonai L!brﬁ!}f’

& e Address: 10750 SW 211 Stieet:
ORIDA ucﬁnse'emmmzs ‘ Contact: Ozzie Astudillo

~ Telephons: 305-801-2423
Representative: Herman Michel

MO NG ENTITY APPROVING AGENCY
. Name: National Monitoring Center Contact: Ozzie Astudillo
Adcir.ess 1-800-662—1711 ' ~ Telephone: 305-801-2423
M@mtonng Account Ref No.: 1502635 | : |
T NSM!SSION SERVICE
G'W;eekly
{_ Monthly -
o | L Quarterly
Priority L Semiannually
: iE Rﬂ‘ Annually
*Other (Specify) | | | Other (Specity)

ol Unit Manufacturer; Silent Knight Model No: 5820 XL
it Styles: SLC B4, NACs B-Y

ot of Circuits: 2-SLC, 9-NAC

Software Rev:

Last Date System Had Any Service Performed:; 2011

Last Date that Any Software or Configutation Was Revised: 94/ 2011

g
%

o
|

ALARM-INITIATING DEVICES AND CIRCUIT INFORMATION

SRS

Pl
=
5.
&

Mariual Fire Alarm Boxes
1on Detectors
Photo Detectors
Dugt Deteciors. -
‘Heat Détectors
Waterflow Switches
- Supervisory Switches
Cther (Specify).

RSN RS

TR

* " Alarm verification feature:is disabled. Enabled. I_E

R I Ry

(NEPA Inspection-and Testing, 1 ¢i 4)
. s i el 2 0 e e e e . '
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ALARM NOTIFICATION APPLIANGES AND CIRCUIT INFORMATION

Circuit Style
Bells
Homs
Cwr Chimes
e BY ;‘Strobes
' ' Speakers o
36 B-Y . S Other (Specify): Speaker Strobes

No. of alarm notification appliance citouits: 7 5L, 2S?K
Are circuits tonitored for integrity? X Yes: [T No

SUPERVISORY SIGNAL-NITIATING DEVICES AND CIRCUIT INFORMATION
Circuit Style

Building Temp.
Site Water Temp.
Site Water Level

+ Fire Pump Power
Fire Pump Running
Fire Pump Auto Position
F‘ire:Pump'o.r:PumpController Trouble
Fire Pump Running
Generator In Auto Position
Generator or Controller Trouble
Switch Transfer
Generatof Engine Running

Othigt:

SYSTEM POWER SUPPLIES L _
{(a) Priniary. : Nominal Voltage 120V Velt Amips 3 Amps
 Overcurtent Protection: Type Circuit Breaker Amps 20 Amps
. Location {of Primary Supply Panelboard): 2 d Floor Rooin 227

 Disconnecting Means Location: Fanel "IE" Circuit #3

{bJ Seqon:daw (Standby): :
212 Velt Storage Battery: Amp-Hr. Rating 20 Amp Hour
Calculdted-capacity to operate system, in hours: 24 Hours Ciaa (®:60

Engme-driven generator dedicated to fire  alarm systemn:
Loca‘tion of fuel storage:
TYPE BATTERY
[ DyCel
¢ Nickel-Cadmium
f: Sedled Lead-Acid
I Lead-Acid
Other {Specify):
) Emergancy.or standby system uséd as a'backip to primary power supply, instead of usiig-a secondary power supply:
Emergency system described in NFPA 70, Arficle 700
Legally required standby described in NFPA 70, Article 701

Optional standby system deséribed iri NFPA 70, Article 702, which alse iisets the performance
requiremenits of Article 700 or 701,

{NFPA Inspection and Testing, 2af4)
—— —




NOTIFICATIONS ARE MADE
Monitoring Entity

Building Occupants’
Building:Management

Other (Specify)

AMJ Notified of Any Impairments

Lamps/LEDS

- Fuses:

; anary»Pcwer Supply
Trouhte Sign:
ijlsconnect Swn:ches
Ground Fault. Monitonng

'_SEGQNDARY@PQWER

‘TYPE
) Battery Ccndihon

5 pecaﬁc Grawty
TRME!ENTSUPPRESSORS

- REMOTE ANﬂuchm'rons

’ NOTIFICATION Am.mﬂces
Audible

Visible

Speakers

Voice Clarity

SYSTEM TESTS AND INSPECTIONS

* PRIOR TO ANY TESTING

Yes No

" Wisible

Visible Functional

b=

X

Funictional .

‘Whp

NMC
Manager
.‘Mgnager

' "”‘,i:)K Q51 VDC)

fed OK (243 VDC)™

Tested OK (25.7 VDC)

Tested OK
ies’eed{)ii ;

Tested OK

Tested OK

Tested OK

Tested OK

Tested OK

~ INITIATING AND SUPERVISORY DEVICE TESTS AND INSPECTIONS

Device

Toc. & SN Type

. ¥isual

Check

Functional Factory
Test Setting

—

evice testing.

Meas
Setting

- A
t i
5 i

ments: See attached initiating and supervisory ¢

. ANFPAnspection-and Testing, 3 of 4)




Lty T

i;NiT!:ATIN'G'_AND NOTIFICATION TEST AND NOTIFICATION
LOCATION T~ Device . | Visual | Functional | Factory | Measured Pass | Fail
N Type | Check Test Setting Setting |
CIRCULATION AREA SMIK X X 2.12% 2.12% X
CIRCULATION AREA SMK X X 2.12% 2.12% X
CIRCULATION AREA SMK X X 2.12% 212% | X
CIRCULATION AREA SMK X X 2.12% 2.12% X
'LIBRARIAN OFFICE SMK X X 2.12% 2.12% X
CIRCULATION AREA SMX X X 2.12% 2.12% X
VIDEQOS AREA SMK X L 2,12% 2.12% X
VIDEOS AREA SMK X X 2.12% 2.12% X
_FICTION ROOM SMK X X 2.12% 2.12% X
FICTION ROOM SMK X X 2.12% | 2.12% X
FICTION ROOM SMK X X 202% | 2.12% X
TOR LOBBY SMK X X 2.12% 2.12% X
DIAN ROOM SMK X X 2.12% 2.12% X
TOR LOBBY SMK | X% X 2.42% 2.12% X
. MAILROOM SMK X X b2.12% 2.12% X
- ELEVATOR LOBBY SMK X X I 212% 2.12% X
- ELECTRICAL ROOM SMK X X I 2.12% 2.12% X
. CHILD QFFICE STAFF SMK X X 2.12% 2.12% X
 CHILD OFFICE STAFF SMK X X C2,12% 2.12% X
. STORAGE C.0.S. SMK C X X 2.12% 212% | X
OFFICE STAFE SMK X X 2.12% 212% | X
D-OFFICE STAFF SMK X X 2.12% 2.12% X
REN'S ROOM SMIK X X 2.12% 2.12% X
NS, _ SMK X X 2.12% 212% | X
'S ROOM SMK X X 2.12% 212% | X
STRICT MANAGER SMK X X 2.12% 212% | %
| auick Picks ROOM SMK X X 2.12% | 2.12% X
1 1STFLHALLWAY P sMK X X 2.12% 2.12% X
] CHILDRENSROOM |  SMK 3 X 2.12% 2.12% X
~ CHILDREN'S ROOM SMK X X 2.12% . 2.12% X
CHILDREN'S ROOM SMK X X | 212% | 212% X
CHILDREN'SROOM | SMK X X 2.12% 2.12% X
CHILDREN'SROOM | SMK X X 2.12% 2.12% X
CHILDREN'SROOM | SMK X X 2.12% | 2.12% X
CHILDREN'SROOM =~ | SNIK X X 1 2.12% 2.12% X
CHILDREN'S ROOM SMK X X 2.12% 2.12% X
CHILDREN'S ROOM | SMK X X 2.12% 212% | X
BRANCHMANAGER |  SMK | X X 212% | 212% | X
CHILDREN'S ROOM X X 2.12% | 2.12% X
 CHILDREN'SROOM X X 212% f  212% | X
CHILDREN'S STORY RM X X 2.12% 212% | X
CHILDREN'S STORY RM X X 2.12% 212% | X
STORAGE ROOM X X 2.12% 2.12% X
STORAGE ROOM X X 212% | 212% | X
CHILDREN'S ROOM X X 212% | 212% X




